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Abstract 

Standalone photovoltaic (PV) systems are crucial in the transition towards sustainable energy, 

offering reductions in fossil fuel dependence and lower electricity costs. Optimizing these 

systems' performance requires effective data loggers to monitor and record operational data. 

Furthermore, proprietary and non-configurable data logger available in the current market 

impede their massive adoption. In this thesis four different designs of the data logging system are 

proposed to solve the existing data logging system problems. The first design emphasizes low 

power consumption and comprehensive data management. Key low-power strategies are 

presented, including reducing supply voltage and CPU frequency, using a data buffering 

mechanism, and optimizing the Wi-Fi connection interval. In the second design the novel 

Human-Machine Interface (HMI) and data storage solution are proposed. A mobile application 

as the HMI receives data via Bluetooth Low Energy, and then carries out historical data analysis 

and trend identification. Data is also intermittently transferred to a website via Wi-Fi for 

substantial remote storage free of charge. Following is the third design, which put emphasis on 

supervisory control of the load by using a relay, the deployment of Master Terminal Unit (MTU), 

and the use of the middleware Node-RED. Data is transmitted from an ESP32-E microcontroller 

to a Banana Pi M4 Berry (MTU) via the Message Queuing Telemetry Transport (MQTT) 

protocol. The Node-RED platform on the MTU provides customizable dashboards. In the last 

design, two Internet of Things (IoT) platforms are utilized to build a scalable IoT-Supervisory 

Control and Data Acquisition (SCADA) system, which facilitates the implementation of a 

complete five-layer IoT architecture. The load images are available on a web camera server for 

inspection. Verified under the laboratory setup, the ultra-low power, open-source, IoT-based data 
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loggers have showcased their great potential in monitoring, controlling, and logging PV system 

operational data and process. 
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Chapter 1. Introduction  

1.1 Introduction  

1.1.1 Non-renewable Energy and Renewable Energy 

Non-renewable energy is produced by sources that cannot be supplemented in short time. Fossil 

fuels like coal, petroleum, and natural gas are the three main forms of non-renewable energy 

sources. They are formed gradually during hundreds of millions of years, from the remains of 

plants and animals that are buried underground with high pressure and temperature as for coal, 

and from micro-organisms under the sea floor at a substantial depth as for petroleum and gas. 

Since the high pressure and temperature cannot be achieved in laboratory, fossil fuels are 

considered non-renewable in terms of the long period of formation process. The other non-

renewable energy source is nuclear energy. The reason it is considered as non-renewable is the 

material used in nuclear power plants, which is the element uranium in form of U-235. Uranium 

is a non-renewable resource, since it is rare and cannot be replenished in a short period of time. 

 

By its nature, a non-renewable energy resource production follows a bell curved shape as Figure 

1-1 [1] shows. Fossil fuels production will peak and then decrease over time, leaving the 

environment damaged and having to find another spot before the end of the curve. Another 

disadvantage of fossil fuels is the introduction of many harmful particles to the air. Insufficient 

burning of fossil fuels like motor vehicle exhaust results in harmful Carbon Monoxide (CO) 

emission to human body, while sufficient burning of them like in thermal power plants still 

produce massive Carbon Dioxide (CO2) and thus amplify the greenhouse effect [2] and 

contributes to uprising of global temperature. Usage of nuclear energy can be dangerous and 
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bring irreparable harm to humans since the fission produces radioactive waste which is 

extremely toxic to the body. 

 

 

Figure 1-1 World Annual Oil Production 1900-2021 and Peak Oil 2005-2020 Scenarios. 

 

Renewable energy is the energy that can be replenished over time. Common renewable energy 

sources include solar, wind, geothermal, hydropower, biomass. Solar energy is the energy from 

radiant light and heat of the Sun; thus, it is renewable when the Sun exists. Solar energy can be 

utilized by various ways, such as using solar power to generate electricity, using solar power to 

heat, and solar architecture. Wind energy refers to the kinetic energy of air in motion. Wind is 

formed by the air that moves across Earth surface due to pressure difference. Air above the land 

gets heated up by the Sun quicker than that above the sea during daytime, resulting in density 

difference of the air. Warmer air rises and expands, while colder air falls and exchanges 

positions with warmer air. During night, this process remains similar with the only change that 

air above land cools down quicker, creating the wind as well. If the air and the Sun exist, wind 

energy can be supplemented and renewable. Geothermal energy is from the heat produced by the 
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core of Earth. Hydropower utilizes the kinetic energy of falling water to rotate the turbine blades 

to generate electricity. Biomass is a kind of plant material which can be transformed into biofuel. 

Though burning biofuel releases CO2 just like fossil fuels, it would not produce huge amounts of 

CO2 since the plants utilized have a lifetime ranging from only one growing season to two 

decades. The CO2 the plants absorb is significantly less than fossil fuels. Geothermal, 

hydropower, and biomass are renewable energy since they can be replenished if Earth core, the 

atmosphere, and the Sun exist.  

 

1.1.2 Photovoltaic System 

To convert solar energy into electricity, one of the most common methods is by photovoltaic 

(PV) systems. This technology has been around for several decades and has seen rapid growth in 

recent years due to advancements in chemistry and materials domain, as well as an increased 

policy focus on reducing greenhouse gas emissions and dependence on non-renewable energy 

sources. Coming in a variety of sizes and configurations, PV systems range from small-scale 

residential systems to large-scale utility-scale projects. Residential systems are typically installed 

on the roofs of homes and can range in size from a few panels to several kilowatts. Utility-scale 

systems are typically installed on the ground and can range in size from several megawatts to 

hundreds of megawatts. 

 

PV systems work by converting sunlight into direct current (DC) electricity. A PV system 

consists of solar panels, inverters, charge controllers, batteries and other components. These 

components work together to convert sunlight into usable electricity. A PV cell is the basic 

building block of a PV system, which is a semiconductor device that converts sunlight into 
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electricity. These cells are made of semiconducting materials such as silicon, and absorbs 

photons from the sun and frees electrons, creating an electrical current. They are connected to 

form PV modules. The modules are mounted on a frame and covered to protect the cells. The 

cells in a PV module are connected in series, so that the voltage of the module is equal to the 

sum of the voltages of the individual cells. Furthermore, a PV panel is a collection of PV 

modules that gathered to form a larger unit. PV modules and panels are both designed to produce 

a specific amount of power, and are typically rated in watts, and kilowatts/megawatts, 

respectively. These panels are normally mounted on the roof of a building or on the ground. A 

PV array is a large-scale installation of interconnected PV panels. The panels are wired together 

to increase the total power output of the system, ranging from several kilowatts for a residential 

installation to hundreds of megawatts. The cost of PV cells, modules, panels, and arrays has 

dropped dramatically in recent years, making PV systems more affordable for both residential 

and commercial applications. Illustration of PV cell, module, panel, and array is as Figure 1-2 

shows [3]. 

 

Figure 1-2 PV cell, module, panel, and array. 
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One of the main advantages of PV systems is their low environmental impact. Unlike traditional 

energy sources such as coal and natural gas, PV systems do not produce greenhouse gases or 

other harmful pollutants during operation. In addition, the materials used to produce photovoltaic 

cells are non-toxic and recyclable, making them an environmentally friendly energy source. Also, 

PV systems are becoming increasingly cost-competitive compared to traditional energy sources. 

The cost of photovoltaic cells and other components has dropped dramatically in recent years, 

making PV systems more accessible and affordable for both residential and commercial 

applications. Additionally, many countries and states offer incentives and subsidies to encourage 

the adoption of renewable energy sources, making PV systems even more cost-effective. In 

addition to their environmental and economic benefits, PV systems also offer increased energy 

independence and security. By generating their own electricity, homes and businesses can reduce 

their dependence on the grid and become less vulnerable to power outages and other disruptions. 

As more homes and businesses adopt PV systems, the demand for non-renewable energy sources 

will decrease, reducing the dependence on importing energy sources and increasing energy 

security. 

 

Despite the many benefits of PV systems, challenges still exist before their widespread adoption. 

One of the main challenges is the intermittent sunlight, which can result in varying levels of 

electricity generation throughout the day and year. This can make it difficult to integrate PV 

systems into the existing grid, particularly in areas with limited grid capacity. Another challenge 

is the upfront cost of PV systems, which can be a barrier to adoption for some homeowners and 

businesses. While the cost of PV systems has decreased dramatically in recent years, the initial 

investment can still be substantial, particularly for larger systems. 
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The trend towards renewable energy sources is clear, and photovoltaic systems will likely play a 

critical role in the transition to a clean energy future, even with the challenges above. With 

continued advancements in technology, the adoption of PV systems is likely to continue to grow, 

providing a clean and reliable source of electricity for generations to come. 

 

1.1.3 Data Logging 

Data logging refers to the process of measuring, recording, and storing data over time. This data 

can be used for analysis and decision-making purposes. Data logging provides several benefits 

for PV systems in terms of performance optimization, maintenance, monitoring and control, and 

energy management. Data logging gives detailed information about the performance of the 

photovoltaic system, which can be used to optimize the system performance. For example, by 

monitoring the battery voltage and state of charge, it is possible to determine if the battery is 

being over- or under-utilized. This can help to adjust the system settings to optimize the battery's 

performance. Another benefit is that it can also be used to monitor the performance of individual 

components within a PV system. Identification of any issues with the components and schedule 

of maintenance can be much faster. Also, it enables monitoring and controlling a PV system 

remotely, especially useful for large-scale systems where it may not be possible to physically 

inspect the system on a regular basis. By monitoring the load power consumption by end-user, 

optimization of the energy usage of the system can be achieved. For example, shift energy-

intensive activities to times when the PV system is generating the most electricity. 

 

In PV systems, data logging plays a crucial role in monitoring and optimizing the performance of 

the system. Data logging is used to monitor various parameters of a PV system, including: 
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ѻ Solar panel output: The amount of electricity generated by the solar panels is an 

important parameter that is monitored and logged. This information can be used to identify any 

issues with the panels or to determine if they are operating at peak efficiency. 

ѻ Battery voltage and state of charge: Batteries are an important component of a PV system, 

as they store the electricity generated by the solar panels for use during periods of low or no 

sunlight. Data logging is used to monitor the voltage of the battery and its state of charge to 

ensure that it is functioning properly and to optimize its performance. 

ѻ Inverter performance: The inverter is responsible for converting the direct DC electricity 

generated by the solar panels into Alternating Current (AC) electricity that can be used by the 

end-user. Data logging is used to monitor the performance of the inverter to ensure that it is 

working properly and to optimize its performance. 

ѻ System load: The amount of electricity being used by the end-user is also an important 

parameter that is monitored and logged. This information can be used to determine the efficiency 

of the system and to identify any issues with the electrical load. 

 

Specific parameters logged are shown below in Table 1-1 [4]. 
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Table 1-1 Data logging parameters. 

 

 

Several commercial data loggers are presented in Table 1-2 with their specifications. Only one 

product from the same company is picked out with recent release year and lowest cost, if the 

company owns multiple products. 

Table 1-2 Commercial products of data logger in PV systems. 
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1.2 Literature Review 

A detailed design of low-cost data logger for remote monitoring of standalone solar systems is 

given in [4]. In this study, ATmega328 microcontroller serves as processing the data from analog 

and digital sensors. The prototype diagram is as Figure 1-3 shows [4]. Considering the 

disadvantages of Arduino UNO board, such as the low resolution (10-bit) of the internal analog-

to-digital converter (ADC), low flash memory of 32K bytes, and lack of display, an ad hoc 

printed circuit board (PCB) is developed to lift restrictions mentioned above. Two 18-bit ADCs 

MCP3424, a 4GB SD card, and a 16×2 liquid crystal display (LCD) are the components of the 

PCB other than the peripherals in Arduino UNO board. Extensive meteorological sensors and 

electrical sensors are adopted and tested to be in alignment with the IEC61724 standard. The 

measured data is displayed instantaneously on LCD and stored on an SD card once every day. 

Several techniques to reduce power consumption are also stated, including decreasing measuring 

frequency during inactive periods of microcontroller, sleep modes that disables onboard ADC 

and brown-out detection, and non-lasting display of LCD. Statistical comparison between newly 

developed data loggers and commercial data loggers reveals its accuracy. 
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Figure 1-3 Diagram of the prototype including improved modules (analog and digital sensors  

modules, ADC board) and new modules (visual interface, digital pushbutton system and power 

consumption module). 

 

Authors of [5] designed a data logger for home-scale hybrid renewable energy system of which 

the system power sources are solar photovoltaic power and wind turbine power. The system 

schematic design is shown in Figure 1-4 [5]. For DC monitoring, voltage sensor and current 

sensor are used. AC monitoring by PZEM-004 module includes voltage, current, power and 

energy at the output of the inverter. Real time clock (RTC) and anemometer are also used to 

collect the data of time and wind velocity. Arduino Mega 2560 is the microcontroller for 
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processing the data from sensors and modules, and then store the data in local SD card. The 

recording duration of the data logger depends on the size of the chosen SD card. This design 

does not require internet connection, which makes it suitable for remote sites. However, it lacks 

the ability to automatically present the data graph without retrieval of the SD card by human 

intervention. 

 

Figure 1-4 Schematic design of the data logger system. 

 

Work presented in [6] described an energy IoT monitoring system on solar and wind power 

generation facilities. The system architecture is shown in Figure 1-5 [6]. Data of voltage, current, 

temperature, and battery are collected by a Long Range (LoRa) node based on Arduino. The data 

is then sent to LoRa gateway based on Raspberry Pi by applying an end-to-end modem, without 

using base station. Through serial interface, Raspberry Pi receives the data from LoRa modem 

and then stores it at the MongoDB developed for big data with NoSQL method. A web server is 

implemented to display the trend graph and statistical results with min/max/avg values. Low cost 

and low power consumption monitoring system is achieved by adopting Arduino board and 

Raspberry Pi 2 Model B V1.1. However, the power consumption of hardware is not indicated in 

the paper.  
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Figure 1-5 Energy monitoring system architecture. 

 

An open-source, low-cost Supervisory Control and Data Acquisition (SCADA) system to 

monitor and control a solar PV panel at Memorial University is presented in [7]. The block 

diagram of the system is shown in Figure 1-6 [7]. ACS 712 Hall Effect current sensor and MH 

Electronic voltage sensor are used to measure the current and voltage at the output of PV system, 

and voltage across the battery. ATmega328P microcontroller processes the data from sensors and 

then parses the data to Raspberry Pi2 model B through USB cable. Node-RED is a programming 

tool for wiring together hardware devices, which is installed on the Raspberry Pi2 to post the 

data to EmonCMS local server. Remote monitoring and supervisory control can be achieved by 

creating dashboards and setting alarms on EmonCMS IoT platform. Nevertheless, the overall 

cost and power loss of the SCADA system are not specified in this paper. 



28 

 

 

Figure 1-6 Block Diagram of the Proposed IoT-based SCADA System. 

 

A low-cost monitoring system for a PV system using maximum power point tracking (MPPT) 

technique is designed by authors in [8]. In this PV system, a PV module, a DC-DC Boost 

converter, and 1 kɋ load are connected in series. A data acquisition board and a DC-DC 

converter board are used. The summary of used components is shown in Table 1-3 [8]. ACS 712 

current sensor and LM 24 voltage sensor are used to sample the current and voltage at the output 

of the PV module and the load. Thus, duty ratio of DC-DC converter can be obtained. Arduino 

Mega 2560 recovers analog data from sensors and sends data to an LCD display to show 

monitored data in real time, and an ESP-01 WiFi module to transmit data as an HTTP request to 

host personal computer (PC). The WiFi module is powered by PV module with a voltage 

regulator. The experimental result shows MPPT is achieved successfully by observing steady 

output power. The cost for the designed monitoring system is 90 Euro. 
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Table 1-3 Summary of the used components. 

 

In reference [9], the authors proposed a low cost IoT based solution for monitoring hot spots of 

PV cells. The system architecture is shown in Figure 1-7. Battery less radio-frequency 

identification is adopted to harvest energy to power temperature sensors. Inside of a Radio 

Frequency Identification (RFID) tag, an antenna and an integrated circuit (IC) chip are embedded. 

When the sensors integrated in RFID tags get the temperature data, it sends to the RFID readers, 

which are connected to PC via Universal Serial Bus (USB). The middleware developed using 

Java then broadcasts the data on the web. In case of a hotspot, an alert will be sent to an email 

address using simple mail transfer protocol (SMTP). The benefit of RFID technology is the 

elimination of battery and object identification. However, the impact on the energy harvest 

induced by attached RFID tag on the PV panel surface has not been studied. Besides, the RFID 

readers should be fixed in vicinity of the tag which limits the application in real world. 
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Figure 1-7 System architecture of a remote RFID tag embedded with temperature sensor. 

 

A PV-powered passive RFID tag to enhance its read range is developed in [10]. RFID tags can be 

classified into passive, semi-passive, and active tags. The classification criterion is whether the 

tags are powered by external energy source instead of Radio Frequency (RF) energy. Passive 

RFID tags purely rely on RF energy transmitted by interrogator, while semi-passive or active 

tags partly or entirely are powered by external energy source. The minimum power to power up 

the IC is also called the ICôs sensitivity. EM 4325 IC has -31 dBm sensitivity which allows for a 

longer range of transmission. Two applications are shown in this paper. The first one is PV-

RFID augmented building environment sensing network. PV-RFID tags are attached on the 

windows or vents to monitor environment parameters such as temperature and air flow. The 

schematic illustration is shown in Figure 1-8, and the real application scenario is shown in Figure 

1-9. Another application is PV-RFID augmented golf field, where golf ball is equipped with a 

PV-RFID tag to be tracked in real time. The IC consumes 10 µA at 1.5V/3V to read/write 

Electrically Erasable Programmable Read-only Memory (EEPROM), which is 15µW/30µW 

power cost.  However, the price of RFID reader can be as high as hundreds of dollars. 
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Figure 1-8 Schematic illustration of a PV-RFID sensor. 

 

Figure 1-9 Illustration potential application as building environment sensor. 

 

In reference [11] the authors presented an IoT application for real-time monitoring of solar home 

systems. An analysis of IEC61724 Standard is given in detail. A comparison of wireless 

communication technologies regarding range, bandwidth and cost is also shown as Table 1-4. 3G 

mobile communications are selected to add connectivity to designed datalogger based on 

Arduino Ethernet Rev 3 board with ATmega328 microcontroller. This is because 3G mobile 

communication offers affordable and long distance data transfer, with vast majority of 

population as users around the world. Meteorological and electrical parameters are measured and 

then sent and stored in a local server or a cloud server via 3G. TL-MR3020 router from TP-

LINK with SIM card inserted in the modem provides the connection between the Arduino board 
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and the internet. A 12-month outdoor experiment was taken to test the robustness and reliability 

of the designed system. 

Table 1-4 Characteristic of Wireless Connectivity Technologies 

Type Technology Maximum range Maximum bandwidth Module cost ($) 

WPAN 

ANT+ 30 m 1 Mbps 1 ï 15 

Bluetooth 4.0 LE 50 m 24 Mbps 1 ï 15 

RFID 
10 m (passive) 

100 kbps 
< 1 ï 15 

100 m (active) 5 ï 25 

NFC 10 cm 424 kbps < 1 

802.15.4g 200 m 200 kbps 1 ï 15 

Zigbee 10 ï 100 m 250 kbps 1 ï 15 

WLAN Wi-Fi 300 m 

250 Mbps (802.11n) 

10+ 
54 Mbps (802.11a/g) 

11 Mbps (802.11b) 

1 Gbps (802.11ac) 

WWAN 

LoRa 2 ï 10 km 200 kbps 1 ï 15 

Weightless 2 ï 10 km 200 kbps 1 ï 15 

Dash 7 2 km 200 kbps 1 ï 15 

WiMax 40 km 34 Mbps ï 1 Gbps 1 ï 15 

2G (GSM, GPRS, EDGE) 35 km 9.6 ï 384 kbps 1 ï 15 

3G (UTMS, HSPA) Up to 100 km 384 kbps ï 10 Mbps 35 ï 50 

cellular 4G/LTE Up to 100 km 3 Mbps ï 100 Mbps 80 ï 120 

 

A low-cost energy monitoring system of conditions of solar panels on acoustic buoy is described 

in [12]. The monitoring methods are mentioned as non-invasive and invasive monitoring. For 

non-invasive monitoring, one infrared camera and one megapixel camera are used to capture 

time-stamped images. For invasive monitoring, electrical parameters from MPPT charge 

controllers including PV voltage, battery voltage, charge state and daily energy yield are 

collected. Raspberry Pi Model B+ V1.2 as the microprocessor receives the images and electrical 

parameters and then transmits them into smart-connected parent buoy via ultra-high frequency 

(UHF) wave. They are demodulated after the ashore transmission via subsea Ethernet cable. The 

monitoring system is powered by an RS Pro Li-ion portable power bank of which the capacity is 

10,400 mAh at 5V. Power calculations are presented in Table 1-5. 
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Table 1-5 Power calculations. 

 

 

Authors of [13] proposed a secure data acquisition architecture on PV systems using IoT 

techniques. Different layers of IoT security are presented in Table 1-6. Arduino UNO and 

Raspberry Pi are used as the microcontroller board and the single chip computer. Data of PV 

system including current, voltage, temperature, solar irradiance, and other information are routed 

to Arduino UNO. Then, the data is transmitted to Raspberry Pi to be stored locally and sent to 

cloud. Virtual Private Network (VPN) is developed for safe and efficient data exchange through 

a secure tunnel created by encapsulation and encryption. A successful connection between PV 

monitoring system and IoT gateway requires known local area network (LAN) Internet Protocol 

(IP), 3G/4G IP, and Tunnel IP. The safety of the proposed data acquisition architecture is 

achieved by connecting all sensors to VPN concentrator.  

 

Table 1-6 Security Requirements in IoT Levels. 
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Street light system is monitored by a data logger which is designed in [14]. The system 

connection diagram is shown in Figure 1-10. Present monitoring of streetlights is done manually, 

and the data logger can automatically collect the data, only requiring regular retrieval of the 

memory. The system consists of PV modules, streetlamp, charging controller, battery and data 

logger. The charging controller specifications are shown in Table 1-7. The battery specifications 

are presented in Table 1-8. The data logger includes ATMega 8 microcontroller, Dallas DS 1307 

Real Time Clock (RTC) and 64 k serial EEPROM. The time interval of recording voltage and 

current can be set and 15 mins are chosen as default in this paper. The data logger relates to a 

personal computer via RS 232 protocol to send recorded data to PC. Besides, different user 

commands are achieved by keyboard input from PC as interrupts to the microcontroller, allowing 

users to upload the data to PC, set date in RTC, etc. Nevertheless, this design of data logger 

requires cable connection between data logger and PC. 
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Figure 1-10 Data logger installation connection diagram. 

 

Table 1-7 Charging Controller Specifications. 

Charging method PWM 

Solar input capacity ± 10 A 

Load capacity ± 10 A 

Overload capacity 12 ± 0.5 A 

Regulator voltage 14 ± 0.5 V 

Self consumption 8 mA 

Operating temperature -40Ņ - 85Ņ 

 

Table 1-8 Battery Specifications. 

Type Absorbent glass material 

Acid H2SO4 

Capacity 80 Ah 

Nominal Voltage 12 V 

 

The work in [15] described an adaptive power consumption scheme to improve the reliability of 

PV powered devices. PV powered data logging device have the autonomy of not using bulky 

back battery to fulfill the need to data acquisition and transmission. To improve system 

reliability and deal with outlier conditions like battery state-of-charge becoming anomalously 

low, a methodology is stated in this work. The availability of energy is considered compromised 

if the battery State of Charge (SOC) is less than 30% and yesterdayôs average solar irradiance is 
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less than 15 mW/cm. In such case, the duty cycle of transmitting the data and the data acquisition 

rate is reduced to be adaptive to the energy scarcity. From Figure 1-11, in low SOC the lower the 

duty-cycle, the less battery capacity is required to maintain operation for three hours. The result 

shows that 90% of battery capacitor can be reduced and 10% of the system cost can be saved by 

using the adaptive power scheme, whilst at the minor price of 4.3% of reduction of data 

transmitted. 

 

Figure 1-11 SOC of optimum power system size at solar cell area of  

26.6꜡cm2 for various power adaptive schemes. The hibernation time increases by (a) 0%,  

(b) 20%, (c) 100%, (d) 200% when the battery SOC is less than 30%. 

 

Authors in [16] investigated the optimal method to determine frequency and supply voltage to 

maintain required performance with minimum energy cost. Texas Instruments (TI) MSP430 

microcontroller is studied since it is designed for low power scenarios. MSP430 has three 
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internal clock sources, which are low frequency oscillator (XT1), high frequency (HF) oscillator 

(XT2), and digital controlled RC type oscillator (DCO). Under the active mode and idle mode of 

microcontroller, using DCO results in 62% higher power consumption than using HF as clock 

source. In each experiment, CPU frequency is set to the minimal possible value to undertake 100% 

CPU load, and the supply voltage is set according to MSP430 datasheet. The power consumption 

difference between running with RAM and running with Flash is shown in Figure 1-12. After 

experiments of executing three tasks, clock frequency of 4MHz and supply voltage of 1.8V 

achieves the minimal power consumption. 

 

Figure 1-12 Profit of power consumption for the same program running in RAM comparing  

with running in Flash memory. 

 

The degradation of PV system due to dust deposition by recording electrical and environmental 

parameters of the system is investigated in [17]. Though PV system enjoys many benefits of 

perpetuality of energy source and minor side effect, many other factors can impact its efficiency, 

such as dust, wind, and humidity. In this design, LM 35 as temperature sensor, ACS712 as 

current sensor, and DC voltage sensor are used to obtain temperature, open circuit voltage, and 

short circuit current, respectively. The components specifications are shown in Table 1-9.  
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Realistic I-V curve in comparison with nameplate curve of the studied PV system helps to 

determine the degree of degradation. DAQ 6009 as the interfacing device is connected with the 

PV system and the sensor data can be viewed in LabVIEW. The experimental setup is presented 

in Figure 1-13. The result shows that after 55 days of setting two identical PV panels in the same 

place, the PV panel without regular cleaning loses 9% of power output compared to the one with 

regular cleaning. 

 

Table 1-9 Components specifications. 

 

 

Figure 1-13 Schematic diagram of experimental setup. 
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A data logger to record temperature and power consumption of two houses in St. Johnôs, 

Newfoundland is designed in [18]. This data logger is able to record four AC current and two 

temperature values, helping to verify the electricity bill and improve the awareness of saving 

energy use. Two LM35 series temperature sensors are used to measure the indoor and outdoor 

temperature of the houses. Four Hall effect based current sensors are used to log incoming 

current to the houses. The designed circuit is shown in Figure 1-14. The sampling interval is 2 

minutes. Operating at 5V, PICI8F4550 microcontroller programmed by Mikrobasic is 

responsible for ADC of collected sensor data and display them on 2×16 LCD. After analysis and 

comparison between power consumption from data logger and Newfoundland Power®, the 

mismatch is due to missing recording in some winter months by Newfoundland Power®. 

However, the power consumption of the data logger itself is not indicated. 

 

Figure 1-14 Designed data logger circuit. 

 

In reference [19] authors developed a dynamic voltage and frequency scaling technique to 

process electrocardiogram (ECG) signal. By this technique, the optimal frequency of 

microcontroller can be determined to minimize the power cost and thus achieve longest battery 

life. MCP41100 digital potentiometer interacts with MSP430 microcontroller via serial 

peripheral interface (SPI) bus to be able to change the supply voltage in real time. DCO is used 
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to provide adjustable frequency source, with a specified synchronization to avoid instability of 

DCO under different temperatures. When the execution time exceeds the threshold, MSP430 will 

adjust its operation mode. The system adjustable flow chart is as Figure 1-15 shows. A series of 

measurements is carried out and the 3-D plot is created to find the relations between voltage (X-

axis), frequency (Y-axis), and performance (Z-axis). 8MHz is found out to be the optimal 

frequency to have maximum million instructions per second per Watt. In another experiment to 

determine the optimal frequency to have longest battery life, 2MHz is the desired value. This is 

because the saved energy by lower voltage and current outweighs prolonged time to finish the 

tasks carried out by CPU. 

 

Figure 1-15 Adjustable regulator flow chart. 

 

Authors of [20] discussed various ways to maximize the battery life of data logger by optimizing 

the saving events of SD card. The measured data is the falling edge pulses sent by PCF8523. The 

researcher did a series of experiments under the condition of supply voltage and frequency being 

5 V/16 MHz and 3.3 V/8 MHz. Two special techniques are used to minimize the power 

consumption of data logging. First is to store variables in the embedded static random access 
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memory (SRAM) between sleep modes. The writing event to SD card will only happen when a 

defined string variable reaches a certain length. With the metalïoxideïsemiconductor field-effect 

transistor (MOSFET), the sleep current of the microcontrollers drops from 800 and 750 ɛA to 

21.1 and 18.6 ɛA respectively as shown in Figure 1-16. The other technique is to add a MOSFET 

to reduce the leakage current of SD card reader. A BS170 N-channel MOSFET is set between 

the SD card reader and the Arduino UNO board. Figure 1-17 shows the comparison of the CS 

patterns on the SD card when using the MOSFET to save every time (left) compared to saving 

once every 6 RTC cycles (right). As a result, Atmega328P operating at 5V/16MHz and 

3.3V/8MHz can sample data with the measurement period as 2 seconds and 1.7 seconds and 

store the data in SD card, solely powered by a 2400 mAH battery for 1 year. 

 

 

Figure 1-16 Reduced saving events from 6 (left) to 1 (right) in 6 cycles. 

 

Figure 1-17 Sleep current drop. 
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1.3 Research Objectives 

Commercial PV system data loggers typically have relatively high power consumption, imposing 

a substantial challenge to solar energy efficiency, particularly in winter when sunlight 

availability is reduced. A further limitation of these data loggers is they are mostly proprietary. 

The communication compatibility with components manufactured by other companies remains a 

question. Lastly, the data loggers on the market feature high cost, which can notably prolong the 

payback period of a PV system. The prices range from C$ 250 to C$ 2151 in the researched 

products. 

 

The need for effective monitoring of PV systems, coupled with the limitations of commercial 

data loggers, highlights the demand for an IoT-based data logger that is both low-cost and low-

power. The research objectives are listed below. 

¶ Design a PV system data logger, using different low-power strategies to minimize the 

power consumption without compromising its performance. 

¶ Design a PV system data logger, using an HMI that consumes low power and displays 

historical data, as well as a remote data storage solution that supports large data storage 

without extra charge. 

¶ Design an open-source SCADA system based on IoT for a PV system, using a locally 

installed middleware to manage the data flow, provide customizable HMIs, and control 

the PV system load. 

¶ Design an open-source IoT-SCADA system for monitoring and controlling a PV system, 

using two IoT platforms increased the system robustness by the data redundancy. Images 

of the load can be accessed on a web server, enabling the visual verification  
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of the load status. 

 

1.4 Thesis Structure 

This thesis follows the manuscript format, with each chapter being a standalone document.  

Chapter 1 introduces the background, literature review and the research objectives. 

Chapter 2 presents the low-power consumption strategies in a low-cost IoT data logging for a PV 

system. 

Chapter 3 discusses a novel design of HMI and data historian in a low-cost data logger for a 

standalone PV system. 

Chapter 4 explains an open-source SCADA architecture for a PV system data logger, using 

ESP32, Banana Pi M4 and Node-RED. 

Chapter 5 offers an IoT-SCADA architecture used to monitor, control, and inspect with Arduino 

Cloud and ThingSpeak plarforms. 

Chapter 6 highlights the thesis, providing the conclusion, research contributions, and the future 

work.  
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Chapter 2. Power Consumption Minimization of a 

Low-Cost IoT Data Logger for Photovoltaic System 

2.1 Introduction  

Due to Earth's limited fossil fuel reserves, renewable energy has emerged as a vital alternative 

power source [21]. Renewable energies, in contrast to fossil fuels which are associated with air 

pollution and carbon emissions, exhibit minimal environmental impact during their production 

phase. Among these, solar energy, captured by photovoltaic (PV) panels, stands out as a 

particularly promising option owing to its simplicity in installation and maintenance, especially 

when compared to wind energy. The proliferation of solar installations is evident in Canada and 

globally. In 2022 alone, solar energy accounted for 25.9%ðover a quarterðof Canada's newly 

installed capacity, cumulating nearly 4 GW in total installed capacity. Specifically, in Ontario 

province, solar energy provides power to approximately 517,000 homes [22]. The share of solar 

energy within the renewable energy portfolio is poised for rapid growth, heralding a promising 

future for its widespread adoption. 

 

Standalone PV systems typically consist of several key components: PV panels for energy 

harvesting, an inverter to convert the generated DC power into AC, a load as the energy 

consumer, and a backup battery to maintain load operation in the absence of sunlight. However, 

certain common failures in PV systems, such as hot spots resulting from manufacturing defects 

or partial shading, and leakage currents caused by parasitic capacitance between the PV panel 

and the ground, can markedly diminish their efficiency. Regular monitoring of PV systems, 

facilitated by widespread sensor networks and data logging, can lead to enhanced system 
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performance [23]. Should monitored voltage or current data reveal anomalies, technicians can 

promptly intervene to inspect and address issues in the PV system, thereby preventing further 

deterioration. 

 

Commercial PV system data loggers may offer a viable solution, thanks to features such as user-

friendly operation, integrated software, and scalability. Nevertheless, the typically high cost of 

these commercially available data loggers can notably prolong the payback period of a PV 

system. Table 2-1 presents a compilation of common commercial PV system data loggers, 

detailing their power consumption and prices, which vary between C$ 250 and C$ 2151. A 

further limitation of these data loggers is their relatively high power consumption, with a 

minimum of 0.1 watts even in power-saving mode [24]. Such power usage, although minimal, is 

still significant for a battery-powered device and imposes a substantial challenge to solar energy 

efficiency, particularly in winter when sunlight availability is reduced. 

 

Table 2-1 Common commercial PV system data loggers. 

Product and Company Power Consumption 
Cost range (CAD) 

(Sensors not included) 

ADL-MXSpro 

by Meier-NT GmbH[24] 
0.1 -0.76 W 1410-1583 

Fronius Datamanager 2.0 

by Fronius[25] 
< 2 W 319-373 

Q.reader 

by Gantner Instruments GmbH[26] 
5 W 863 

Smartlogger 3000A 

by Huawei[27] 
8 W 2151 

Powador-proLOG M 

by Kaco[28] 
\ 790-955 

Delta Solivia Gateway M1 G2 

by Delta Energy Systems GmbH[29] 
1 W @ 5 V 250 

SMA Data Manager M Lite 

by SMA Solar Technology AG[30] 
4 W 410 

Solar-Log 2000 

by Solare Datensysteme GmbH[31] 
3 W 1483-1796 

MaxWeb XPN 

by SolarMax[32] 
24 W (maximum) 719-863 
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2.2 Literature Review 

The need for effective monitoring of PV systems, coupled with the limitations of commercial 

data loggers, highlights the demand for an IoT-based data logger that is both low-cost and low-

power. Various researchers have explored alternative PV system data logger designs to address 

these challenges. In one study [4], a specialized printed circuit board (PCB) was developed to 

surpass the limitations of the Arduino UNO board, which suffers from a low-resolution (10-bit) 

internal analog-to-digital converter (ADC), restricted 32K bytes of flash memory, and the 

absence of a display. The custom PCB featured enhanced capabilities, including two 18-bit 

ADCs (MCP3424), a 4GB SD card, and a 16×2 liquid crystal display (LCD), along with the 

standard peripherals of the Arduino UNO board. However, this design's complexity may be 

challenging for those with limited electronics and circuitry expertise. Additionally, this data 

logger did not align with the International standard IEC61724 for PV monitoring and evaluation 

in terms of time recording. 

 

Another study [5] presented a data logger for a small-scale hybrid renewable energy system, 

combining solar photovoltaic and wind turbine sources. This design incorporated sensors for DC 

voltage and current monitoring, and a PZEM-004 module for AC monitoring at the inverter's 

output, measuring voltage, current, power, and energy. It also included a Real-time Clock (RTC) 

and an anemometer for time and wind velocity data measurement, respectively. The Arduino 

Mega 2560 microcontroller processed and stored data on a local SD card. This design's 

independence from the internet made it suitable for remote locations, but it lacked the capability 

for automatic data graphing without manual input. A different approach [33] introduced 3G 

mobile communications for connectivity, using an Arduino Ethernet Rev 3 board with an 
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ATmega328 microcontroller. This system utilized a TL-MR3020 router from TP-LINK with an 

inserted SIM card to connect the Arduino board to the internet. The 3G communication was 

selected for its global availability and efficient long-distance data transfer. This data logger 

recorded meteorological and electrical parameters, storing or transmitting the data on a local 

server or a cloud server via 3G. However, it is important to note that the total cost of this system 

exceeded C$ 574, which might be a consideration for certain projects. 

 

The research community has recommended various methods to reduce the power consumption of 

data loggers. In [4], several techniques were outlined, such as decreasing the measuring 

frequency during inactive periods of the microcontroller, enabling sleep modes to disable 

onboard ADC and brown-out detection, and employing a non-permanent display for the LCD. 

However, the study did not specify the overall power consumption of the monitoring system. 

Another approach, detailed in [15], introduced an adaptive power consumption scheme aimed at 

enhancing the lifespan of PV-powered devices. This scheme was activated when the batteryôs 

State of Charge (SOC) fell below 30%, and the previous dayôs average solar irradiance was 

under 15 mW/cm2. In such a scenario, the duty cycle for transmitting data and the data 

acquisition rate are reduced to conserve energy. Results indicated that using this adaptive scheme 

could decrease battery usage by 90% and reduce system costs by 10%, with only a minor 4.3% 

reduction in data transmission loss. A notable limitation, however, is the inability to notify users 

when the SOC drops below the threshold, potentially compromising sensor data integrity until 

the battery is completely drained. 

 

In [20], researchers explored methods to maximize battery life in data loggers by optimizing SD 

card save events. Experiments were conducted under conditions of 5V/16MHz and 3.3V/8MHz 
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supply voltage and frequency, respectively. Two specific techniques were employed: storing 

variables in the embedded static random-access memory (SRAM) between sleep modes and 

using a metalïoxideïsemiconductor field-effect transistor (MOSFET) to cut off the SD card's 

power supply, thereby reducing leakage current. A BS170 N-channel MOSFET was positioned 

between the SD card reader and the Arduino UNO board. This setup allowed the Atmega328P, 

operating at 5V/16MHz and 3.3V/8MHz, to sample data every 2 seconds and 1.7 seconds 

respectively. Then the data was stored on the SD card, which was able to be powered solely by a 

2400 mAh battery for a year. However, this system required manual data retrieval due to the 

absence of IoT capabilities for remote monitoring. 

 

In [34], an IoT-based PV monitoring system was proposed, utilizing Long Range (LoRa) 

technology to transmit PV current, solar radiation, and surface temperature values to data 

acquisition cards, with an Ethernet connection to upload data to the Internet. The system's power 

consumption was recorded at 6.11 Wh per day, averaging 254 mW. While this level of 

consumption was relatively low, there is still room for improvement, especially considering the 

system was powered by Li-ion batteries. 

 

The novel PV system data logger developed in this study is distinguished by its low power 

consumption, cost-effectiveness, and IoT integration, offering an optimized solution for PV 

system monitoring and data logging. This design demands minimal maintenance, is 

economically efficient, and enables remote monitoring. Significantly, our data logger eliminates 

the need for PCB assembly, and all its components are readily available in the market at very low 

costs. The software employed is the open-source Arduino Integrated Development Environment 

(IDE), compatible with various operating systems, including Windows, macOS, and Linux. The 
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paper's focus on low power design not only extends the battery's lifespan, thereby reducing the 

frequency of human intervention for battery replacement but also decreases the risk of 

overheating. Additionally, the data logger utilizes a 32GB SD card for data storage, ensuring that 

sensor data is securely saved over an extended period in a non-volatile format. 

 

The remainder of this chapter is structured as follows: Chapter 2.3 details the monitoring system 

architecture and introduces the data logger's components such as the ESP32, voltage sensor, 

current sensor, and microSD card. Chapter 2.4 delves into low-power techniques, examining 

strategies like reduced supply voltage and CPU frequency, the data buffer mechanism in local 

storage, the optimum Wi-Fi connection interval, and the deployment of deep-sleep modes. In 

Chapter 2.5, the configuration of the data logger and the monitored PV system is elucidated. This 

section also describes the software routines executed by the ESP32, programmed to alternate 

between active and deep-sleep states to minimize power consumption. Additionally, PV system 

parameters are outlined, along with a schematic of the connection between the PV system and 

the data logger. Chapter 2.6 presents experimental results, including data storage on the SD card 

and real-time monitoring capabilities via a web portal. The section concludes with a summary in 

Chapter 2.7. Co-authorship statement is presented in Chapter 2.8. 

 

2.3 Data Logger 

This section introduces the components of the proposed data logger and the connection diagram. 

2.3.1 Components Connection 

The data logger is comprised of the FireBeetle 2 ESP32-E and peripherals. FireBeetle 2 ESP32-E 

as the main microcontroller is used to store collected sensor readings locally and send the 
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readings to a local web server for the remote monitoring purpose. Peripherals connected to the 

microcontroller include voltage sensors, current sensors, and one SD card that is for local data 

storage. The system connection diagram is shown in Figure 2-1. The PV system includes the PV 

panel, a charging controller, and a 12 V 8.5 W LED lamp as the load. Voltages and currents of 

the PV panel and the battery are to be logged.  

Solar Charge 
Controller

A

V

A

V

Datalogger

Microcontroller

ADC

Flash 
Memory

SD card

Web 
Server

Datalogger

I_pv V_pv I_battery V_battery

 

Figure 2-1 Connection diagram of PV system and developed data logger. 

 

2.3.2 Microcontroller FireBeetle 2 ESP32-E 

The microcontroller used in this section belongs to ESP32 family. ESP32 is a series of low-cost, 

low-power system-on-a-chip microcontrollers with integrated Wi-Fi and dual-mode Bluetooth, 

which makes it one of ideal candidates for IoT applications. ESP32 microcontrollers made by 

different vendors may have different power consumption mainly due to the choice of on-board 

voltage regulator. DFRobot FireBeetle ESP32 microcontroller is a low-power consumption 
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microcontroller designed for IoT projects [35]. The FireBeetle Board integrates a dual-core ESP-

WROOM-32 ESP32 WiFi-BT-BLE MCU module for Wi-Fi and Bluetooth dual-mode 

communication. The board has a 10 ɛA electric current in deep-sleep mode and the main 

controller supports USB and 3.7 V external lithium battery power supply methods. The USB and 

external DC can charge the LiPo battery directly. The board has a special hardware design for 

Arduino IDE to make a download without switching boot-mode manually.  

 

Among FireBeetle series, FireBeetle 2 ESP32-E is an ESP-WROOM-32E-based main controller 

board with dual-core chips, that supports Wi-Fi and Bluetooth dual-mode communication. 

Additionally, it features compact dimensions, high energy efficiency, an integrated charging 

circuit, and an intuitively accessible interface. These attributes collectively make it an optimal 

choice for applications including smart home IoT, industrial IoT, and wearable devices. It is 

chosen in this section due to its extremely low power consumption during power saving modes. 

In deep-sleep mode, consumed electric current is only 10 µA according to the datasheet [36]. 

Arduino UNO is a classic microcontroller board based on the ATmega328P, and it is used in 

many research papers [4,14,20]. Table 2-2 illustrates the comparison between FireBeetle 2 ESP32-

E and Arduino UNO. When counting analog and digital pin numbers of ESP32-E and Arduino 

UNO, pins with dual usages belong to the analog category. Pins occupied for USB transmission, 

USB power supply, serial printing, and on-board LED are not counted. Figure 2-2 shows the 

pinout the FireBeetle 2 ESP32-E. Pointed by red arrow is the low-power solder jumper pad, 

which is designed for low power mode and default to be connected. Slightly cut off the thin wire  
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Figure 2-2 FireBeetle 2 ESP32-E pinout. Cut off the small line pointed by the red arrow to  

disable onboard RGB LED to reduce power consumption. 

 

Table 2-2 Comparison of FireBeetle 2 ESP32-E and Arduino UNO. 

Components FireBeetle 2 ESP32-E Arduino UNO 

Processor dual-core Tensilica LX6 ATmega328P 

Operating Voltage 3.3 V 5 V 

CPU Speed Up to 240MHz Up to 16MHz 

Analog In/Out/Dual Pins 4/0/9 6/0/0 

Digital In/Out/Dual Pins 0/0/10 0/0/8 

Flash 4 MB 32 kB 

SRAM 520 kB 2 kB 

EEPROM 0 kB 1 kB 
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to disconnect the resistor between the battery and onboard RGB LED. When disconnected, RGB 

LED can only be turned on when the board is powered by USB. Static power consumption can 

be reduced by 500 ɛA. 

 

Reasons that FireBeetle 2 ESP32-E is selected as the microcontroller are justified below. From 

Table 2-2 we can easily conclude that FireBeetle 2 ESP32-E features lower supply voltage, 

higher CPU frequency, and larger Flash/SRAM size than Arduino UNO. Also, Arduino UNO 

does not have Wi-Fi connectivity to access a wireless local area network (WLAN) to reach the 

Internet if without an extension shield board, while FireBeetle 2 ESP32-E has such ability due to 

the inbuilt Wi-Fi module. Finally, FireBeetle 2 ESP32-E consumes ultra-low power during deep-

sleep mode, nonetheless no power-saving modes are compatible with Arduino UNO. These 

advantages of FireBeetle 2 ESP-E can be leveraged to contribute to all functionality of the 

microcontroller of data logger. 

 

Although ESP32 has 12-bit resolution ADC which in theory is more precise than 10-bit 

resolution of Arduino UNO, the stability is questionable that in practice ESP32 ADC shows non-

linearity. Therefore, the ESP32 ADC output should be adjusted instead of direct use without 

modification. By connecting one DAC output of the microcontroller with one ADC channel, the 

corresponding relation can be calculated to form the look-up table for future calibration use [37]. 
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2.3.3 Peripherals 

In this section the peripherals connected with the FireBeetle 2 ESP32-E are introduced. Voltage 

sensors and current sensors sample the readings regularly, and the SD card is responsible for 

storing these sensor readings.  

 

2.3.3.1 Voltage Sensor 

The HiLetgo voltage detection module DC 0-25 V is based on resistive voltage divider to 

measure the voltage. In Figure 2-3 the module image and its working diagram are shown. VCC 

and GND are ports of the voltage to be measured. Two resistors, 30 kɋ and 7.5 kɋ, are 

connected in series. Output ñSò is between the two resistors and should be connected with an 

analog pin of FireBeetle 2 ESP32-E. Output ñ-ò is the same ground as voltage ground, which is 

connected with the ground of the development board. Since 7.5 kɋ/ (7.5 kɋ + 30 kɋ) = 1/5, the 

measured voltage by FireBeetle 2 ESP32-E is one fifth of the real voltage, which should be 

modified in the program to get accurate results.  

 

To reduce the power consumption, a larger resistor of 470 kɋ is placed in series with the positive 

side of the voltage to be measured. The power consumption of two voltage sensors is reduced to 

0.67 mW, assuming that the measured voltages are both 13 V. 
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               (a)                                                                       (b) 

Figure 2-3 DC 0-25V voltage sensor. (a) Real image. (b) Working diagram. 

      

 

2.3.3.2 Current  Sensor 

Based on Hall effect, ACS712 is a precise current sensor features low cost and easy 

implementation in both industrial and commercial applications. Figure 2-4(a) is the image of 

ACS712 current sensor with ¤20 A range. The connection schematic is illustrated in Figure 2-

4(b). Pin 1 and pin 2 are the positive side of measured current, while pin 3 and pin 4 are the 

negative side. Vcc with the typical value of 5.0 V are connected with pin 8, and GND is attached 

to pin 5. Pin 7 stands for output (Vout) signal and should be hooked up with analog pin of the 

microcontroller. For ESP32 of which the nominal voltage is 3.3 V, the Vcc and the ground pin of 

ACS712 sensor should be connected with 5.0 V and ground of an external voltage source. Since 

the Vcc pin of current sensor is attached to one of ESP32 pins, the ground of that external 

voltage source should also be connected with the ground of ESP32. When connecting Vout of 

ACS712 to ESP32 analog pin, a voltage divider should be used to prevent the ESP32 from taking 

a voltage more than 3.3 V.      
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(a)                                                                      (b) 

Figure 2-4 ACS712-20A Current Sensor. (a) Real image. (b) Connection schematic. 

 

Classified by the optimized current, there are three types of ACS712 sensor with ranges of ¤5 A, 

¤20 A, and ¤30 A. The supply voltage to ACS712 series is all 5 V, with a fluctuation of ¤0.5 

V. Different types of ACS712 current sensor have different voltage-current sensitivity, ranging 

from 185 mV/A to 66 mV/A, with small fluctuations. Peak to peak noise should also be 

considered while measuring the current with ACS712 series. Table 2-3 lists the properties of the 

three kinds of current sensors in detail. To reduce the power consumption, an IRF510 MOSFET 

is placed between the current sensor and the common ground of external voltage and MCU 

supply voltage. GND pin of the current sensor is connected with Drain pin of MOSFET. Source 

pin of MOSFET is connected with GND. Gate pin of MOSFET is connected with MCU control 

pin. When the current is not being measured, the MOSFET is put in cut-off region so that the 

integrated circuits of the current sensor are not powered. The self-current consumption of one 

working current sensor is 64.35 mW since the working current is 12.87 mA by testing results. By 

cutting off the current sensors 25 seconds every 30 seconds, two current sensors consume 21.45 

mW on average. 
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Table 2-3 Comparison of three types of ACS712 current sensors with different ranges. 

Part Number 
Optimized Current 

Range (A) 

Supply Voltage (V) Sensitivity (mV/A) 

Noise (mV), 

peak to peak 

Minimum Typical Maximum Minimum Typical Maximum 

ACS712ELCTR-05B-T ±5  

4.5 5 5.5 

180 185 190 21 

ACS712ELCTR-20A-T ±20  96 100 104 11 

ACS712ELCTR-30A-T ±30  64 66 68 7 

 

 

2.3.3.3 SD Card Transflash Breakout 

Figure 2-5 illustrates the connection diagram between Sparkfun® microSD Transflash Breakout 

and FireBeetle 2 ESP-E. Compatible with SPI protocol, six pins of the breakout are attached with 

their counterparts on the microcontrollers. DO on the breakout board corresponds to Master 

Input Slave Output (MISO) pin (GPIO 19) of the microcontroller; DI is related to Master Out 

Slave Input (MOSI) pin (GPIO 23). VCC pin is with 3.3V pin of FireBeetle 2 ESP32-E; GND 

pin is with GND pin of the microcontroller board. SCK pin connects to SCK pin (GPIO 18) of 

the development board. Finally, it is worth noting that by the try-and-error method, the CS data 

selection pin should be bridged with D7 (GPIO 13) of the FireBeetle 2 board, even though the 

DFROBOT tutorial website claims D6 is the right choice.  
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Figure 2-5 SD card transflash breakout connection diagram with FireBeetle 2 ESP32-E. 

 

 

2.4 Low Power Techniques 

The power consumption of a data logger consists of the power consumption of the 

microcontroller and the peripherals. In most cases, most of the power consumption is from the 

microprocessor that is on the microcontroller board. Early microprocessors are made of pMOS or 

nMOS logic gates, while nowadays CMOS gates become the primary method of building 

microprocessors since they overcame the scaling challenge and reduced the size of devices [38]. 

For microcontrollers made of CMOS circuits, static and dynamic are the two types of power 

consumptions. Static power consumption is significantly less than its dynamic counterpart, 

therefore only dynamic power consumption is discussed in this section. According to [39] it is 

expressed as  
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2                    p CV f=  (1) 

where C , V , f  is the total capacitance, supply voltage, and operating frequency. Since the 

capacitance is hard to change after fabrication, varied voltage and frequency are investigated in 

the following subsections. 

 

2.4.1 Impact of Voltage 

From Equation 1, the power consumption is proportional to the supply voltage squared, which 

suggests the supply voltage has significant impact on the power dissipation. To gain a basic 

understanding of the effect of reduced voltage, DC power supply AB-3300 is used to provide 

regulated voltage ranging from 2.2 V to 3.3 V to Firebeetle 2 ESP32-E. It is achieved by 

providing V+ and Ground from AB-3300 to 3.3 V and ground pins in FireBeetle 2 ESP32-E. A 

LED blink program from Arduino IDE built-in library is uploaded to test its power consumption 

at different levels of voltage. 
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Figure 2-6 FireBeetle 2 ESP32-E current and power consumption at different levels of voltages, 

 with a LED blink program running on the board. 

 

Figure 2-6 demonstrates that power consumption decreases with lower voltage, while it does not 

follow the relationship stated in Equation 1 but in a linear way. The reason is that it is tested with 

a complete board including a Tensilica LX6 dual-core processor and onboard peripherals. 

Besides, when supply voltage drops below 2.6 V, a sudden decrease of current and power 

consumption is observed. The possible explanation is that some components such as RF module 

cease to work, leading to an unrealistic power saving since the system stability is compromised. 

For battery powered data logger, a suitable battery will extend the replacement period 

significantly.  
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2.4.2 Impact of Frequency 

According to Equation 1, the CPU frequency is linearly proportional to the total power 

consumption. To test the impact of FireBeetle 2 ESP32-E operating frequency on power 

consumption, a program saving variables to the flash memory is uploaded and the current 

consumption is measured at different CPU frequencies which is shown in Figure 2-7. Adjusting 

CPU frequency can be achieved by calling setCpuFrequencyMhz function. The supply voltage is 

fixed at 5 volts. 

 

Figure 2-7 FireBeetle 2 ESP32-E current consumption at different levels of CPU frequencies, 

 with a saving event program running on the board. 
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From Figure 2-7, with the increasing of CPU frequency at fixed supply voltage, the current and 

power consumption grow linearly, while a change of slope rate is observed across the figure. It is 

mostly in alignment with Equation 1 that power consumption is proportional to the switching 

frequency. The time of finishing one saving event is the charge consumption divided by current 

consumption, which remains nearly the same for all CPU frequencies. According to Figure 2-7, 

it can be concluded that when the data logger is executing saving event task, CPU frequency 

should be set to the minimum values, which is 10 MHz.  

 

For other tasks more complicated than saving in flash memory, CPU frequency setting should be 

cautious. Since the communication protocol between SD card transflash breakout and the mi-

crocontroller is SPI, higher CPU frequency will accelerate the data transmission process and 

reduce the overall power and energy consumed [40]. Thus, if executing other tasks such as 

communication with SD card or local web server, CPU frequency should be set to a value 

enabling the system to function first, instead of considering saving power consumption. 

 

2.4.3 Power Saving Modes of ESP32 and the Applications 

This section introduces different kinds of power saving modes of ESP32. Furthermore, their 

applications are also explained. 

2.4.3.1 Power Saving Modes with Further Power Saving Options 

Different power saving modes are designed to save power consumption and extend the battery 

lifespan. Active mode is the default operation mode when all the ESP 32 components are running. 

This is the least energy efficient operation mode, while it is necessary since Wi-Fi is needed to 

connect to the Internet. Minor power saving options can still be applied to active mode to further 
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reduce the power consumption, such as reducing CPU frequency and changing RF operation 

mode. In modem sleep mode, Bluetooth, radio, and Wi-Fi are disabled. CPU clock frequency is 

configurable, resulting in different current/power consumption accordingly. The next operation 

mode is light sleep mode. The only difference it has with modem sleep is the CPU, most of RAM, 

and the digital peripherals are clock-gated, with supply voltage also reduced. Considering 

frequent connection with the Internet is not required, modem sleep mode and light sleep mode 

would not be used in this section. Deep sleep mode and hibernation mode are switched to when 

ESP32 is idle. In deep sleep mode, the only active parts are RTC memories and RTC controller, 

with the ULP coprocessor in some cases. Hibernation mode disables most of the ESP32 

components except for the RTC timer and part of the RTC GPIOs. Table 2-4 illustrates the 

power modes with their active components and corresponding current consumptions. 

 

Table 2-4 ESP32 power modes with their active components and corresponding current  

consumptions. 

Power Modes 
Active 

Components 

Current  

Consumption 

Active 

ESP 32 core, ULP coprocessor, 

RTC, peripherals, Bluetooth, 

Radio, Wi-Fi 

95-240 mA 

Modem Sleep 
ESP 32 core, ULP coprocessor, 

RTC, peripherals 

2-4 mA @ 2 MHz 

20~25 mA @ 80 MHz 

30~50 mA @ 240 MHz 

Light Sleep 
ULP coprocessor, 

RTC, peripherals 
~0.8 mA 

Deep Sleep 
ULP coprocessor, RTC 150 µA 

RTC 10 µA 

Hibernation RTC (timer, part of RTC GPIOs) 5 µA  

 

 

To exit the power saving modes, wake-up sources are mandatory. Options of wake-up sources 

are briefly introduced here. A built-in timer in the RTC controller can wake up the chip after a 

pre-defined amount of time. Touchpad in the RTC IO of RTC peripherals will trigger wakeup 

when a touch sensor interrupt occurs. Single or multiple RTC GPIOs of RTC peripherals can be 
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chosen as external wake-up sources, when one or all the RTC GPIOs reach the predefined logic 

level depending on the configuration. RTC GPIOs are indicated as green blocks in Figure 2-2. 

External wake-up source of single RTC GPIO is controlled by RTC IO, and external source of 

multiple RTC GPIOs are controlled by RTC controller. Non RTC GPIOs can be configured as 

wake-up source, while which is only supported by light-sleep mode. The last while not least 

wake-up source is the ULP coprocessor in RTC peripherals, which can be programmed to wake 

up the ESP32 when specific events are detected to occur. Careful wake-up source configuration 

can help to reduce power consumption even further. Different wake-up sources are controlled by 

different parts of RTC module. The inactive part of RTC module can be powered off to save 

energy. For example, RTC IO and RTC peripherals can be disabled when the timer is configured 

as the only wake-up source. Wake-up sources, short descriptions, and active parts are listed in 

Table 2-5. 

 

Table 2-5 Wake-up sources and their active parts. 

Wake-up Sources Wake-up Description Parts to Power ON 

Timer After predefined time RTC controller 

Touch Pad After touching a pin RTC IO 

External 0 After toggling a pin RTC IO 

External 1 

After toggling multiple 

pins 

RTC controller 

ULP coprocessor Per program uploaded ULP coprocessor 

 

The second power-saving option is to either power down the flash entirely, or just pull up flash 

CS pin in light sleep. The former one is not recommended by ESP-IDF programming guide since 
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the wake-up time for flash is unpredictable and flash may not be working properly. Instead, 

pulling up the CS pin of flash makes the flash be in non-selected state, to avoid a large current 

leakage. The final option is to isolate IOs in deep-sleep mode. Some pins might be pulled up 

externally and pulled down internally at the same time, creating a current path from high voltage 

to the ground through pull-up and pull-down resistors, thus adding to total current consumption.  

 

2.4.3.2 Local Data Storage 

In several research papers [41-44], the SD card is chosen as the data storage solution. Though the 

SD card offers large storage capacity up to tens of gigabytes, the current consumption when the 

SD card is active can be as high as 100 mA, which impedes the reduction of the data logger 

power consumption. To optimize the overall power consumption, an effective way is to reduce 

the frequency at which the data is transferred to the SD card by utilizing the internal flash 

memory of ESP32 due to the low current consumption. Instead of storing the collected variables 

into the SD card after each batch, flash memory serves as the data buffer. In [20] the authors took 

advantage of the internal SRAM of the Atmega328P to store variables to reduce the power 

consumption. Only after exceeding a certain length will the data saved in SRAM be transferred 

to the SD card. Authors of [20] set the threshold length as six sampling cycles without stating the 

reason. However, SRAM is volatile and thus cannot guarantee the integrity of saved data. Flash 

memory is used in this section, considering the relatively low current consumption and the non-

volatile nature that ensures data integrity even without the supply power. 

 

Table 2-6 evaluates the current consumption and lasting period when saving events happens in 

SD card and the ESP32 flash memory. Measured data points are from Power Profiler Kit II [45] 

which is developed by Nordic Semiconductor®. Different operations including initialization, 
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read, and write will result in different levels of current consumption and the overall electrical 

discharge. For writing operation in SD card and the flash, the total electric discharge is 8.38 mC 

and 0.421 mC, where the former is nearly as 20 times as the latter. Frequent data storage in SD 

card should thus be avoided, of which the alternative solution is to buffer the sensor readings in 

the flash memory. One of the easiest methods to achieve data storage in the flash memory is to 

facilitate the Preference library. Functions are preferences.putULong() and 

preferences.getULong() to write and read the variable to/from the flash. 

 

The strategy for determining the appropriate time interval for data transfer from flash memory to 

the SD card requires careful consideration. The longer this interval, the less frequent the transfer 

process, resulting in lower power consumption. A seemingly straightforward approach is to 

maximize data storage until the flash memory reaches its capacity. In [46], the buffering event is 

triggered only after the EEprom is filled. However, this method risks data overflow in the flash 

memory unless meticulously managed. Moreover, incorporating additional sensors into the data 

logger in the future might necessitate extensive programming modifications, adding to time 

consumption. There is also an increased risk of data loss in the event of system malfunction or 

failure. Therefore, it is crucial to find a balance between power consumption and data security 

when selecting the data transfer interval. Given that the data sampling interval in this study is set 

at 30 seconds, mirroring the approach in [11], it is reasonable to establish the data transfer 

interval at 120 cycles, equivalent to one hour. This duration strikes a practical balance, ensuring 

efficient power usage while minimizing the risk of data loss and accommodating future system 

enhancements without significant programming alterations. 
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Table 2-6 Current and charge consumption comparison between SD card and the flash memory. 

Memory Operation 

Current  

Consumption 

(mA) 

Period (ms) Discharge (mC) 

SD card 

Initialization 65.49 4620 302.4 

Read 62.10 8.34 0.516 

Write 58.15 144.1 8.38 

Flash 

Read 38.84 13.05 0.507 

Write 41.64 10.11 0.421 

 

2.4.3.3 Remote Monitoring 

To grant access to remote monitoring, wireless communication must be built between the data 

logger and the SCADA supervisory computers. Wi-Fi as the wireless connectivity technology in 

this section has its unique advantages. To begin with, automatic time synchronization in logged 

data is suggested by IEC61724, which can be provided by Internet connection through Wi-Fi. 

Also, the Wi-Fi module is integrated in ESP32 requiring no extra components to build the 

connection. Bluetooth technology also features the above characteristics, while the maximum 

range and bandwidth is 50 m and 24 Mbps, which are quite limited compared to 300 m and 250 

Mbps (802.11n protocol) for Wi-Fi.  

 

Building the Wi-Fi connection is highly simplified in Arduino core with high level APIs. After 

including WiFi.h library and providing ssid/password, WiFi.begin() function will try to connect 

to the access point specified by the ssid/password pair. However, this function returns before the 

connection is really built, which usually takes seconds. One extra verification step is required 
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after WiFi.begin() to make sure the following codes which are dependent on the successful 

connection can execute as expected. WiFi.status() function is able to check the connection status. 

When the returned value is WL_CONNECTED, the rest of the codes can safely proceed. The 

measured current and electric charge consumption is measured and depicted in Figure 2-8. 

During the period of trying to connect to the access point, the average current and time required 

is 117.27 mA and 3.636 s. After the connection is built, the average current consumption is 80.99 

mA.  

 

An effective method to reduce the power consumption on Wi-Fi connection is to turn off 

unactive parts of ESP32. Deep sleep suits this scenario since everything except for RTC module 

and ULP coprocessor are powered off. While this method seems effective, one of the biggest 

challenges is the uncertainty of the time needed to build the Wi-Fi connection. Due to the 

impacts of physical distance between ESP32 and the Wi-Fi access point, and the transmission 

traffic caused by using certain channels, received Wi-Fi signal strength will vary which results in 

variance of connection time. A sketch is composed and uploaded to make ESP32 follow a 

routine that after it connects to assigned access point, delay it for two seconds, and go to deep-

sleep mode for five seconds. Table 2-7 below records eight experiments of the time required to 

connect to the access point under identical conditions. They are also recorded using Power 

Profiler Kit II. 
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Figure 2-8 Current consumption during Wi-Fi connection. 

 

Table 2-7 Average time and current for building Wi-Fi connection. 

Quantity\Count 1 2 3 4 5 6 7 8 Average 

Time required to 

build connection 

(s) 

5.236 7.049 4.047 7.049 12.04 9.078 7.049 9.051 7.575 

Current during  

building 

connection 

(mA) 

117.26 119.65 114.92 119.50 119.85 117.57 119.58 117.79 118.27 

Current after  

connection is 

built (mA) 

61.46 60.56 60.83 61.94 60.53 61.26 61.17 64.27 61.50 
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Current during  

deep sleep (mA) 

1.35 1.35 1.35 1.35 1.35 1.35 1.35 1.35 1.35 

 

To find the shortest Wi-Fi connection interval in terms of power saving when the power saving 

mode is deployed, a simple equation can be proposed to calculate. Suppose there are two 

scenarios for power consumption comparison: the first one (left side of Equation 2) is the Wi-Fi 

connection remains ON all the time with a relatively lower current consumption of 61.50 mA for 

T seconds; the second scenario (right side of Equation 2) is to build the Wi-Fi connection at 

118.27 mA current for 7.575 seconds, then to consume 1.35 mA for (T-7.575) seconds 

representing the deep sleep mode when Wi-Fi connection is turned OFF. The marginal 

monitoring interval would make the electrical discharge identical for both scenarios, which is as 

Equation 2.  

 

  61.5 mA 7.575 s  118.27 mA + ( -7.575 s)  1.35 mA

14.717 s

T T

T

³ = ³ ³

=  
(2) 

 

We can conclude that for any monitoring interval that is longer than 14.717 seconds, switching 

to deep-sleep mode after successful Wi-Fi transmission is a better choice in terms of power 

saving. 

 

Frequent activation of Wi-Fi connectivity can lead to extended connection attempts due to 

fluctuations in radio signal strength, resulting in considerable power consumption. Assuming an 

equal likelihood of prolonged connection times in two identical scenarios, with the only 

difference being the frequency of Wi-Fi connection attempts, the scenario with more frequent 
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Wi-Fi attempts will inevitably lead to longer connection times and thus higher power usage. 

Table 2-8 illustrates the relationship between Wi-Fi connection intervals and the average current 

at a supply voltage of 3500 mV. It shows that with longer Wi-Fi connection intervals, the 

average current increases. However, identifying the optimal Wi-Fi connection interval isn't 

solely based on the average current; the monitoring times is also a critical factor. Ideally, a 

higher number of monitoring times, which corresponds to the shortest monitoring interval, 

coupled with lower average current consumption is preferable. Therefore, the best Wi-Fi 

connection interval is indicated by the largest ratio of monitoring times to average current. As 

presented in Table 2-8, the highest ratio of 2.86 is observed at the 45-second interval. Based on 

this data, the monitoring event in this study is set to occur every 45 seconds, balancing efficient 

power use with effective system monitoring. 

  

Table 2-8 The ratio of monitoring times to average current at different Wi-Fi connection intervals. 

Wi-Fi connection interval (s) 10 30 45 60 

Monitoring times within 600 

seconds 

60 20 13.33 10 

Average current (mA) 23.6 7.34 4.66 4.02 

Monitoring times/ average current 2.54 2.72 2.86 2.49 

 

A timeout mechanism should also be added into the sketch to prevent the battery is drained by 

restlessly trying to connect to Wi-Fi. Due to network issues the Wi-Fi will be down for from a 

few minutes to a few hours, leading to dramatic power loss of the battery. The timeout 

mechanism adopted in this section is simple: if it spends more than 45 seconds or any user-
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defined time period on Wi-Fi connection which suggests potential network or the data logger 

problems, further tries on Wi-Fi connection is suspended until human investigation is finished.  

 

2.5 System Design 

This section introduces the system design, including the algorithm flowchart and the system 

hardware assembly.  

2.5.1 Algorithm Flowchart 

The entire code used in this section is developed with C++ language in Arduino IDE 2.2.1 

version. Figure 2-9 presents the program flowchart. The program sets the data logger in deep-

sleep power saving mode most of the time, and intermittently wakes it up to process tasks of data 

saving and displaying. One on-board LED is utilized to indicate the on-going data logging 

process. Two interactive buttons are in this system to enable human intervention: one added slide 

button is to control the start or stop of data logging, one push button from the microcontroller 

board is to restart the program if an unexpected error occurs during running. The slide button is 

on active low mode when data logging is enabled to reduce the power consumption by high side 

resistor, since most of the time the data logger should be ready to log sensor readings.  

During initialization, libraries such as Preference.h, SD.h and WiFi.h are included to provide 

high-level functions and data structures to facilitate easy programming. Intervals including 

sensor sampling (30 s) and remote monitoring (45 s) are defined in setup stage. Also, in this 

stage pins for SPI connection with SD card and for collecting sensor readings are specified. Wi-

Fi credentials are provided to ensure a successful connection. 
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After the setup, the microcontroller is programmed into deep-sleep mode to minimize power 

consumption. Only RTC modules are powered on to wake up the microcontroller every 30 

seconds. After 30 seconds since initialization, it is activated again to collect sensor readings, and 

buffer them into the flash memory of ESP32. Multiple data types can be candidates for the data 

logger applications, an unsigned long integer variable is chosen in this section since the size of it 

is 4 bytes compared to 8 bytes of a float variable. More sensor readings can be stored in the form 

of uint32_t without compromising the data precision and with an upper limit large enough to 

record sensor readings. After choosing ULong as the data type in preference.h, function 

putULong will save values in the flash memory. The data structure of preference.h is key/value 

pair, thus the statement preferences.putULong(ñVoltage1ò, Voltage1); is able to save values in 

the flash. Also, the local time obtained from ntpServer will be saved according to the suggestion 

of IEC 61724-1:2021 Standard (Photovoltaic system performance - Part 1: Monitoring). If the 

flash memory is full and cannot buffer any new sensor readings, the data transfer process from 

flash to SD card will be initiated. Statement preferences.getULong(ñVoltage1ò, 0); will first 

retrieve the stored values from flash, and write the values into SD card after the SPI connection 

is checked to be successful. Saving event to SD card can be achieved by appendFile(SD, 

ñ/Voltage1.txtò, String(Voltage1).c_str()); , which appends the latest sensor readings to the 

existing file. Deep-sleep mode will be switched to if the displaying interval is not reached yet. 

Displaying sensor data in web server is for real-time monitoring of the solar system status, to 

help technicians to identify faults in the early stage and ensure the system functionality and 

security. The first step is to connect to Wi-Fi access point. After WiFi.status() becomes 

WL_CONNECTED which suggests the successful connection between ESP32 and the access 

point, configTime(gmtOffset, daylightOffset, ntpServer) from library time.h will output local time 
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(GMT -2:30, Newfoundland Daylight Saving Time) to be saved along with sensor data. 

Following is the customization of HTML web page that is displayed by entering local IP address. 

¶ Define interval for sampling of 
sensor readings (30s) and 
monitoring (45s)

¶ Save Wi-Fi SSID and password
¶ Define pins for sensors and SD 

card connection

¶ Set 30s as wakeup period
¶ Enable timer wakeup
¶ Only RTC module is powered 

on

Reach interval for 
sampling of sensor 

readings?

¶ Declare and begin Preference 
object

¶ Use putULong function to save 
sensor readings and local time 
in flash memory

¶ Close Preference object

Reach data transfer 
interval (1h) ?

¶ Connect to Wi-Fi access point
¶ Connect to ntpServer to get local time
¶ Customize HTML web page, including 

sensor readings
¶ Send HTTP response
¶ Close Wi-Fi connection

¶ Use getULong function to 
retrieve sensor readings from 
flash memory

¶ Check hardware connection 
by function SD.begin()

¶ Write to SD card by function 
appendFile()

Initialization

Yes

Yes

Reach interval for 
remote monitoring?

Yes

No

No

No

Reset

Data  Logging  ON

 

Figure 2-9 The flowchart of developed power saving algorithm. 
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2.5.2 System Hardware Assembly 

The standalone PV system includes PV panels, one MPPT controller, backup batteries, and an 

LED lamp. The data logger to monitor the standalone PV system consists of one microcontroller, 

two voltage sensors, two current sensors, and one SD card. According to Table 2-2, the 

maximum number of analog pins is 13. Considering four analog pins are necessary for four 

sensors to monitor one set of a PV panel and its corresponding backup battery, three sets of PV 

panels and batteries can be monitored by one single FireBeetle 2 ESP32-E microcontroller 

theoretically. The maximum discharge current is 600 mA, which also suffices to power the 

sensors. By measuring more sets of PV panels and batteries, the unit cost can be reduced largely.  

In this section only one set is monitored, due to the limitation of DATAQ® DI-145 to be 

introduced, which serves as the control group to verify the accuracy of the data logger developed 

in this section. DI-145 has only four analog input channels, which cannot verify the results of 

three sets of PV panels and batteries.  

 

To complete a control group of the experiments and to measure the overall power consumption 

of developed data logger in this section, DATAQ® DI-145 and Power Profiler Kit II from 

Nordic Semiconductor® are added in the system hardware, respectively. DATAQ® DI-145 is a 

data acquisition device with USB connectivity. With four-channel analog inputs that can 

measure ±10 volts and two-channel digital inputs which can measure ±30 volts, DI-145 is 

capable of being the data logger for the PV system in this section. Real-time display can also be 

achieved by the included software WinDaq with USB cable. The only modification is the 

division of voltages to be measured since the PV panel voltage and the backup battery voltage 

are usually around 13 volts, larger than the upper limit of DI-145. Nordic Semiconductor® 

Power Profiler Kit II serves as a configurable voltage source ranging from 800 mV to 5.0 V for 
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power source. With USB communication and the application nRF Connect for Desktop, Power 

Profiler Kit II records the current consumption down to near 200 nA with a high resolution of 

200 nA. The maximum measurable current of Power Profiler Kit II is 1 A. Featuring 8 digital 

pins for accurate tracking, several events can be easily labeled as they commence and terminate. 

For low-power consumption scenarios including low-power microcontroller development, Power 

Profiler Kit II is quite suitable for precise current and power measurements. 

 

Figure 2-10 presents the final setup for the experiment. Two voltage sensors are connected in 

parallel to the PV panel and the battery to measure the voltages, while two current sensors are in 

series with the PV panel and the battery to measure the currents. Minor modifications are made 

to let DI-145 log sensor data correctly. Channel 1 and Channel 2 of DI-145 are allocated to log 

voltages. Since the maximum measurable voltage is 10 volts, two 1k Ohms resistors should be 

placed between the VCC and ground of PV panel and battery each to ensure DI-145 can function 

properly when channel 1+ and 2+ are connected at the middle of the resistors respectively. For 

current logging shunt resistors are used where Channel 3 and Channel 4 are connected. Power 

Profiler Kit II does not need such modifications. One side of it is connected to a personal 

computer to enable current waveform displaying and logging, and the other side is to provide 

power to the microcontroller by connecting to VCC pin and ground pin of the microcontroller. 
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Figure 2-10 Experiment test setup. 

 

2.6 Experimental Validation 

This section introduces the data logging results compared with those of DATAQ DI-145, the 

power consumption cost, and the remote monitoring and costs for the developed data logger. 

2.6.1 Datalogging Results Comparison with DATAQ DI-145 

Figure 2-11 and 2-12 are the monitoring results by DATAQ DI-145 over 24 hours, where 

voltages of PV panel and the battery, currents of PV panel and the battery, are collected once 

every second. At 01:30, a 12 V 8.5 W LED lamp is turned on as the electrical load added into the 

system. The battery voltage drops immediately from around 13 volts to about 11.7 volts. The 

battery current becomes negative meaning it is supplying current to the LED lamp. Until 07:00, 
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the PV panel voltage remains near zero due to inadequacy of solar radiation. The battery voltage 

also remains at a low level. After 07:00, the PV panel voltage increases rapidly, while the battery 

voltage delays around 40 minutes to increase since the PV panel voltage needs to be larger than 

the battery voltage to achieve charging process. The PV panel current and the battery current 

increases at the same rate, while the former is always 0.7 A larger than the latter since the PV 

panel is charging the battery and powering the load. At 13:30, the LED lamp is turned off. PV 

panel voltage rises for around 4 volts, and the battery voltage declines instantly. The battery 

current is also near zero. After 18:00, the voltage of PV panel starts to decline; the voltage of 

battery also follows the same pattern. 

 

Recordings of voltage and current sensor readings by the low power data logger developed in 

this section are revealed in Figure 2-13 and 2-14. The datalogging event happens every 30 

seconds. Over the monitored period, the voltages and currents of PV panel and the battery 

demonstrates a good fitting with the results by DI-145. This comparison manifests that the 

developed low power data logger in this section is well-functioning during this experiment.  
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Figure 2-11 Voltage logging scatter plot over 24 hours by DI-145. 

 

Figure 2-12 Current logging scatter plot over 24 hours by DI-145. 
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Figure 2-13 Voltage scatter plot over 24 hours using the developed low-power data logger. 

 

Figure 2-14 Current scatter plot over 24 hours using the developed low-power data logger. 
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2.6.2 Power Consumption Result 

In this section the detailed power consumption during one complete period is explained and 

measured. Considering the impact from supply voltage and operating frequency on power 

consumption discussed in Section 3.1 and 3.2, 3500 mV is the supply voltage. Any supply 

voltage below 3500 mV will result in the failure to initiate Wi-Fi connection. However, real 

battery voltage decreases along with the discharge progress, thus 3500 mV cannot be maintained. 

This may vary the final power consumption obtained by assuming the supply voltage is constant. 

10 MHz as the CPU frequency during events that sensor readings are saved into the flash 

memory and 240 MHz for the remaining of the time are chosen as the operating frequencies. 

Voltage that is below 3500 mV, such as 3300 mV, is not sufficient to power SD card transflash 

breakout, thus is not suitable as a power saving method in this section. Voltages larger than 3500 

mV can finish each task precisely, while a larger power consumption is also observed. For the 

choice of CPU frequency, it is more flexible than supply voltage since the CPU frequency can be 

adjusted according to the specific task to be executed. Before the execution of saving sensor 

readings to flash memory, a minimum frequency (10 MHz) would be switched to for 

minimization of power consumption. However, the other tasks (remote monitoring and saving 

flash memory contents to SD card) require maximum CPU frequency. Otherwise, the 

microcontroller would not be capable of accomplishing the datalogging in terms of the high 

system latency by low CPU frequency. 

 

Figure 2-15 demonstrates the complete progress of the datalogging. Flash memory saving events 

happen every 30 seconds, costing 60.8 mC. Every 45 seconds, sensor readings are displayed on 

the local web server, with the charge consumption of 1.17 C. Data transferring from the flash 

memory to the SD card occurs every 1 hour at the expense of 2.63 C. Combining the three types 
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of tasks together, 28.76 mA is the average current consumption and 100.66 mW is the average 

power consumption of the developed low power data logger excluding the sensors. Taking 

sensors into consideration, the average power consumption is 122.78 mW. As a comparison, the 

power consumption of DI-145, which does not have ability to remotely display collected sensor 

readings, is 0.30 watts, according to the datasheet [47]. 

Saving to 
flash memory

Remote Monitoring Saving to SD card

Saving to 
flash memory

Saving to 
flash memory

 

Figure 2-15 Current consumption including all scenarios of the data logger tasks. 

 

2.6.3 Remote Monitoring and Costs for the developed data logger 

The mA-level current consumption of developed low power data logger is mainly due to the 

need for remote monitoring, which allows users to access system parameters in real time. The 

interface is illustrated in Figure 2-16, showing the real-time display on Nov.19. The PV panel 

voltage, PV panel current, battery voltage, and battery current can be viewed via the web page 

with renewing frequency of 1/45 Hz. This web server could be accessed by entering 

192.168.137.245 in the browser during the experiment, while no longer accessible currently.  
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Low-cost is one of the principal features of the developed PV system data logger. Table 2-9 lists 

the prices of all components of the data logger including sensors. The total price is C$ 55.05, 

which is budget-friendly and beneficial for laboratories to research and conduct experiments in 

related fields. 

 

Figure 2-16 Web page showing electrical parameters of monitored PV system. 

 

Table 2-9 Budget for the developed low-power and low-cost data logger. 

Components Price [C$] 

FireBeetle 2 ESP32-E 10.70 

2 HiLetgo voltage detection module DC 0-25V 9.99 

2 ACS712 Hall effect current sensor module 5A 12.58 

SanDisk 32GB Ultra SDHC UHS-I Memory Card 11.90 

SparkFun® MicroSD transflash breakout 7.88 

Miscellaneous parts (wires, resistors, one slide button) 2.00 

Total 55.05 
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2.7 Conclusion 

This chapter introduces an IoT data logger specifically designed for PV system monitoring, 

characterized by its low power consumption and affordability. The PV system under study 

includes a single PV panel, a charging controller, and a backup battery. The primary focus is on 

monitoring the voltages and currents of both the PV panel and the battery. To achieve this, a 

comprehensive sensor network consisting of two voltage sensors and two current sensors is 

employed. The data gathered are not only stored on an SD card but are also dynamically 

displayed on a web server. The FireBeetle 2 ESP32-E microcontroller was selected for 

processing sensor data, primarily due to its efficient power usage in deep-sleep mode. Several 

low-power strategies are implemented in this study. Firstly, following the power consumption 

formula for CMOS circuits, a reduction in supply voltage and CPU frequency is shown to 

significantly lower power consumption. For optimal functionality, a supply voltage of 3500 mV 

and an auto-adjusted CPU frequency are chosen. During flash memory save events, operating at 

a minimum CPU frequency of 10 MHz efficiently reduces power consumption by 60% 

compared to the maximum frequency. Then, the microcontroller's deep-sleep mode is activated 

to deactivate non-essential components during periods of inactivity. Additionally, a data 

buffering mechanism is in place, where sensor readings are initially stored in the 

microcontroller's flash memory and transferred to the SD card every one hour. This approach is 

taken because writing to the SD card requires significantly more power than storing data in flash 

memory. Choosing one hour as the transferring interval is based on a practical balance ensuring 

efficient power usage, minimization of risk of data loss, and accommodating future system 

enhancements. Another consideration is the variability in Wi-Fi connection frequencies. Thus, a 

critical data display interval of 14.717 seconds is established by finding the threshold value to 
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make the two scenariosô power consumption identical. If the interval is shorter than this 

threshold, the deep-sleep mode is not utilized to optimize power efficiency. Monitoring events 

happens every 45 seconds to balance efficient power use with the shortest possible system 

monitoring interval. Finally, the total power consumption of the developed data logger is 122.78 

mW on average. A comparative analysis with the commercial data logger DI-145 validates the 

functionality of this novel system. The correlation of the collected sensor data with practical 

observations confirms the efficacy of this low-power PV system data logger. The overall cost of 

the system is a modest C$ 55.05, making it accessible to most research groups. For future 

suggestions and the limitation, while this study demonstrates the monitoring of one PV panel and 

one battery with a single microcontroller, the system is scalable to monitor up to three PV panels 

and batteries simultaneously, potentially reducing the per-unit cost. Also, the power consumption 

obtained in this section is by assuming that the supply voltage keeps constant at 3500 mV, while 

the battery voltage decreases over time in practical applications. 
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Chapter 3. A Novel Design of a Low-cost SCADA 

System for Monitoring Standalone Photovoltaic 

Systems 

3.1 Introduction 

Increased installation capacity of photovoltaic (PV) systems worldwide in the last two decades 

suggests that a higher green energy harvest from the Sun has been achieved. In 2000, cumulative 

installed solar PV capacity worldwide is 1,288 MW, while this number in 2022 was 1,177,000 

MW [48]. The energy production performance of PV systems does degrade naturally with time; 

but any system faults should be detected and alarmed in time. Monitoring the performance of PV 

systems is thus crucial, since human intervention at an early stage can prevent serious damage 

from occurring. 

 

Supervisory control and data acquisition (SCADA) is an industrial concept that helps to monitor 

and control industrial processes remotely, integrating hardware and software components to store 

and analyze real-time data [49]. Typically, SCADA system comprises of several components: one 

master terminal unit (MTU) to manage and monitor the other components in the SCADA 

network, remote terminal units (RTUs) to gather field information or control field devices, 

human-machine interface (HMI) to allow operators to view system parameters intuitively, 

sensors and actuators to collect information and execute physical actions, data historian to store 

historical data and display trends, and communication network to transfer data between MTU 

and RTUs.  
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Applications of SCADA system in PV system monitoring have been researched in many papers. 

Reference [7] investigated an Internet of Things (IoT) based SCADA system for PV system 

monitoring and control, featuring low cost and open source. Node-RED programming tool was 

used to present graphical interface that can be easily interacted. In [50] the authors developed a 

low-cost SCADA system to monitor a standalone PV system using Reliance SCADA software 

and MODBUS RTU protocol. These findings provide insightful contributions to SCADA system 

in PV system monitoring, however, none of them illustrate an HMI design that consumes low 

power and displays historical data; none of them proposed a remote data storage solution that 

supports large data storage without extra charge. 

 

Predominantly, the research community developed different designs of SCADA systems for 

monitoring PV systems. Table 3-1 presents the comparison between related work.  

Table 3-1 Comparison of HMI designs and data storage solutions in the literature review. 

Reference 

HMI Design Data Storage 

Customized 

Web Server 

Website/ 

Software 

LCD Mobile App SD Card Website 

[41] ã  ã  ã  

[42]  ã ã  ã  

[51]    ã  ã 

[43] ã    ã  

[44]  ã   ã  

[52]  ã ã ã  ã 
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For HMI designs, authors were using the customized web server [41,43], the third-party website 

[42] or software [43,52] and the LCD  [41,42,52] to display the monitored parameters. A customized 

web server was built to display monitored electrical parameters from a PV panel rated at 15 W 

and environmental parameters [41]. The Arduino UNO Wi-Fi Rev2 built the web server via the 

embedded Wi-Fi chip. Every eight seconds, the HTML codes that corresponded to the web page 

were generated by a program running on the Arduino board. However, this method can only 

display a limited amount of data at a certain moment. The monitored parameters were also 

displayed on a Liquid Crystal Display (LCD) LM041L module, while lacking the ability to show 

the data trend. ThingSpeak is an open IoT platform that collects sensor data, shows the data in 

charts, and provides various plugins and mobile applications. This platform was used to store and 

display environmental and electrical parameters from a 30 W polycrystalline PV panel in [42]. 

While ThingSpeak platform integrates multiple services and functions for IoT applications, only 

eight channels of data were available for free to be transferred to the website. A 4×20 LCD with 

I2C interface was connected to the Arduino UNO board to be turned on with each iteration to 

display monitored results. Authors of [51] proposed that the PV panel current and power was first 

transferred from STM32 chip to Raspberry Pi 3 module via UART Tx/Rx interface. Then, the 

data was forwarded to a cloud server by Wi-Fi module on Raspberry Pi 3 and displayed on an 

Android app. For data visualization in an online monitoring system for PV panels, HTML 

containing real-time data was created by Raspberry Pi 3 [43]. Then, the HTML page was sent to a 

web server via Wi-Fi to display the monitored parameters. The HMI design by LabVIEW GUI 

software enabled users to retrieve the performance data of the PV system in [44]. The interface 

could start data logging, check Bluetooth connection, and download logged data into the MTU. 

However, no data trend could be observed in this work. In [52], the monitored parameters were 

displayed on an Andriod app, ThingSpeak platform, and an LCD. Each Bluetooth message 
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comprised of values of parameters and fixed prompt symbols, such as ñI = ; V = ò. No historical 

data could be seen from the mobile app and the LCD.  

 

For data storage solutions, the SD card was massively adopted by the previous works [41] [42] [43] 

[44]. ThingSpeak is another popular choice for remote data storage  [51] [52]. Nevertheless, data 

stored in the SD card are difficult to retrieve, especially when the standalone PV system locates 

in remote areas. Although ThingSpeak provides limited free service for messages under 3 

million/year, only eight channels are available to upload the monitored variables.  

 

In this chapter, a novel design of HMI using a free Bluetooth Low Energy (BLE) mobile app to 

display monitored PV system parameters in live plot, and a new method of data storage using a 

website to massively and freely store the historical data are proposed. Chapter 3.2 introduces the 

materials and methods required to implement the experimental setup. Chapter 3.3 presents the 

experiment results, while Chapter 3.4 justifies the effectiveness of the proposed design. Chapter 

3.5 concludes the section. Co-authorship statement comprises Chapter 3.6. 

 

3.2 Materials and Methods 

For hardware components, an Arduino® UNO R4 Wi-Fi development board functioned as the 

RTU, an INA3221 module served as the voltage and current sensor. Software components 

comprised an Android application BlueTooth Terminal eDebugger as the HMI, a website 

PVOutput.org as the remote data historian. Section 2.1-2.4 introduces hardware and software 

components used in this section, and Section 2.5 presents the experiment method. 
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3.2.1 Arduino® UNO R4 Wi -Fi 

With UNO form factor, Arduino® UNO R4 Wi-Fi maintains the same pinout as the classic UNO 

Rev3. Projects can be transitioned from UNO Rev3 to UNO R4 Wi-Fi effortlessly. The faster 

clock than UNO Rev3 enhances its ability to handle complex project tasks. Furthermore, 

developers can add wireless connectivity to the projects due to the ESP32-S3 module, which 

supports Wi-Fi and Bluetooth. The larger flash and RAM capacity also guarantee larger data 

storage and faster computational process. Table 3-2 lists the technical specifications of UNO 

Rev3 and UNO R4 Wi-Fi.  

 

Table 3-2 Comparison of technical specifications between Arduino® UNO R4 Wi-Fi and 

 Arduino® UNO Rev3. 

 Arduino® UNO R4 Wi-Fi Arduino® UNO Rev3 

SKU ABX00087 A000066 

Microcontroller 

Renesas RA4M1 

(Arm® Cortex®-M4) 

ATmega328P 

Digital I/O 

Pins 

14 14 

Analog Input 

Pins 

6 6 

Operating 

Voltage (V) 

5 

(3.3, for ESP32-S3) 

5 

Input Voltage 

(V) 
6-24 7-12 

DC Current per 8 20 
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I/O Pin (mA) 

Clock Speed 

(MHz) 

48 

(up to 240, for ESP32-S3) 

16 

Memory 

256 kB Flash, 

32 kB RAM 

32 kB Flash, 

2 kB SRAM 

Wi-Fi & 

Bluetooth 

connectivity 

Yes No 

I2C Yes Yes 

 

3.2.2 INA3221 Voltage Monitor 

Featuring three-channel and high-side, the INA3221 can monitor both voltage drops across the 

shunt resistor and the bus supply voltage with an I2C or SMBUS compatible interface. The range 

of sensed bus voltage varies from 0 V to 26 V, with a gain error of 0.25% at maximum. The 

INA3221 is powered at a voltage from 2.7 V to 5.5 V, consuming typically 350 µA. Figure 3-1 

illustrates the schematic diagram of the INA3221 module. 
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Figure 3-1 INA3221 schematic diagram. 

 

3.2.3 BlueTooth Terminal eDebugger 

Released in April 2023, BlueTooth Terminal eDebugger (BTeD) [53] is a Bluetooth debugging 

assistant application running on Android OS. BTeD supports both Bluetooth Classic and BLE 

protocols, offering flexibility to Bluetooth developers. The technical specifications of Bluetooth 

Classic and BLE are presented in Figure 3-2 [54]. With considerably less power consumption 

down to 0.01-0.50 W, the BLE protocol has the edge over Bluetooth Classic in IoT projects 

where the power consumption is one of the most crucial aspects. A highlighted function of BTeD 

is to visually display the changes of data, by drawing the received data into a waveform diagram 

in real time. Since the maximum number of displayed data points is fixed, the higher the received 

data rate, the faster the plot scrolls.  
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Figure 3-2 Comparison of technical specifications between Bluetooth Classic and BLE [54] . 

 

 

3.2.4 PVOutput.org 

PVOutput.org is a free service for sharing and comparing PV output data. 2,515,654 solar panels 

are monitored, and 61,480,020 PV panel outputs are recorded [55]. Two forms of uploading data 

are supported by PVOutput.org: CSV loader and Live loader. The former records data daily, 

without historical limits. The latter allows intraday data upload at an interval of up to every five 

minutes. Only data from within the previous 14 days can be stored by Live loader. Data from an 

older date should thus be stored by CSV loader. Table 3-3 presents the differences between the 

two uploading modes. 
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Table 3-3 Characteristics of CSV loader and Live loader in for updating data in PVOutput.org. 

 CSV loader Live loader 

Maximum 

Previous 

Days 

No Limit 

14 

(90, in Donation Mode) 

Data 

Interval 
Up to one day Up to five minutes 

Maximum 

Number  

for per 

upload 

200 288 

Supported 

Parameters  

by both 

Output Date,  

Energy Generation,  

Energy Consumption 

 

Output Date, 

Energy Generation, Energy 

Consumption 

 

Supported 

Parameters 

by CSV 

loader 

exclusively 

Energy Exported, Peak Power, Peak Time, 

Conditions, Temperature Min, Temperature Max, 

Comments, Import Peak, Import Off Peak, Import 

Shoulder, Import High Shoulder, Export Peak, 

Export Off Peak, Export Shoulder, Export High 

Shoulder 

/ 

Supported 

Parameters 

by Live 

/ 

 

Output Time,  

Power Generation, Power 



97 

 

loader 

exclusively 

Consumption, Temperature, 

Voltage 

 

     

3.2.5 Experimental Setup 

A PV test system in Memorial University comprised of two PV muls at 130 W rating each, an 

MPPT charging controller to regulate the PV output current, a backup battery as the energy 

storage, and a 12 V /50 W light bulb as the load. Sunforce 260 W Crystalline Solar Kit contains 

two of the 130 W PV panels, where each has a maximum voltage of 12 V. Each panel has the 

dimensions of 63.5 x 34 x 13 inches. Figure 3-3(a) describes the SCADA system block diagram, 

and Figure 3-3(b) displays the experimental setup in the PV lab at Memorial University of 

Newfoundland. A PV panel with nominal output power of 130 W and current of 7.6 A was 

monitored, where the output voltage and output current were collected by an INA3221 module. 

Arduino® UNO R4 Wi-Fi saved the collected voltage and current in the flash memory, then 

transferred them via Wi-Fi and BLE. For data display in BTeD, collected data would scroll 

continuously on the interface when a mobile device running BTeD was available nearby. For 

data storage in PVOutput.org, data within 14 days were uploaded through Live loader every five 

minutes; while data before 14 days would be reshaped and uploaded according to the 

requirements of CSV loader. Figure 3-4 describes the flowchart for the data monitoring process. 
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                                         (a)                                        (b) 

Figure 3-3 (a) The designed SCADA system block diagram. (b) Experimental setup. 

 

 

Figure 3-4 The SCADA system program flowchart. 
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3.3 Experimental Results 

Table 3-4 lists the BLE service information. A Universally Unique Identifier (UUID) is a 

globally unique 16-byte number to identify profiles, services, and data types in a Generic 

Attribute (GATT) profile. The BLE specification supports shortened 16-bit UUIDs for the 

purpose of efficiency. (0x)19 represents 19 W power produced by the PV panel. Figure 3-5 

illustrates the output power of the PV panel in BTeD in a real-time manner. Data received within 

55 seconds were displayed on the screen simultaneously. Power data received after 55 seconds 

scrolled to the right side of the screen, while the data received earliest disappeared from the left 

side. In Figure 3-5(a) the PV panel power rose from 16.4 W to 23.1 W at 27 seconds. Conversely, 

the PV panel power decreased to 18.2 W from 21.0 W at 41 seconds as shown in Figure 3-5(b). 

From the start to 55 seconds, the PV output power remained around 27 W, with a fluctuation of 3 

W. During the data measurement, a digital multimeter was also added to verify the accuracy of 

the collected data. The results from the multimeter were observed to be the same as the power 

shown in BTeD. The received rate also fluctuated between 2 B/s to 5 B/s.  

 

Table 3-4 BLE service information between BTeD and the RTU. 
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The output power of the PV panel on Dec. 10, 2023, was recorded on PVOutput.org website, as 

shown in Figure 3-6. The deep green line represented the power generated by the PV panel, 

while the light green area represented the energy generated by the PV panel. The red line 

indicated the battery voltage during the 24 hours. Before 8:15 am, there was no output power 

from the PV panel, nor was the energy output. After 8:15 am, starting from 1 W, the output 

power rapidly increased to 23 W at 10:15 am. The output power peaked at 12:15 pm, with a 

value of 40 W. After noon, the output power generally decreased with occasional upward 

fluctuations. After 3:40 pm, the PV panel did not generate any power. 

 

(a)                                                      (b) 

Figure 3-5 BTeD live recording of the PV panel output power. (a) Increased power  

(b) Decreased power. 
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Meanwhile, the generated energy stopped growing at the same time. The voltage of backup 

battery also had variations during the day. From 8:15 am to 12:15 pm, the voltage increased 

slowly from 12.8 V to 13.6 V. At 3:15 pm, at which a 12 V /50 W bulb was turned on, the 

battery voltage dropped to 12.5 V from 13.4 V immediately. Decreasing steadily, it was 12.1 V 

at 5:45 pm after 2.5 hours of lighting the bulb. The lighting bulb was turned off thereafter, 

bringing the voltage back to 12.6 V instantly and finally 12.7 V at the steady state. Data from 14 

days ago were automatically reduced to limited parameters as Table 3 lists. All data in Figure 3-6 

are stored in PVOutput.org and can be accessed free of charge after a simple registration process 

on the website, by searching ñMUN ECE PV SYSTEM 130Wò within Teams in PVOutput.org 

and choosing December 10th, 2023 as the date. 

 

Figure 3-6 PV panel output power on Dec. 10, 2023, recorded in PVOutput.org. 

 

The battery voltage discharged at a different rate on Dec. 10 and Dec. 12, 2023. During the a few 

hours near noon, the output power of the PV panel was greater than that of the afternoon on Dec. 

10. Table 3-5 lists the time when the load was turned on and off, the respective period, the 

corresponding generated energy, and the battery voltage. Both starting from 12.5 V and ending 
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with 12.1 V, it took 255 minutes for the discharging process on Dec. 12, while 150 minutes for 

Dec. 10. Energy generated during each period was 0.122 kWh and less than 0.001 kWh. 

Table 3-5 Change of the battery voltage during two days with different PV energy generation. 

 Load turned ON Load turned OFF 

Energy generated by the PV 

panel during the period 

(kWh) 

Period (minutes) 

Time 11:10, Dec-12 15:25, Dec-12 / 255 

Voltage (V) 12.5 12.1 0.122 / 

Time 15:15, Dec-10  17:45, Dec-10  / 150 

Voltage (V) 12.5 12.1 < 0.001 / 

 

3.4 Discussion 

Upon the BLE connection was built, the output power from the PV panel was plotted in BTeD 

interface. Within 55 seconds, any trend of the output power was intuitively observed by this 

method. The upward and downward change of the output power were easily observed in Figure 

3-5. Thus, the effectiveness of BTeD as the HMI design in the developed SCADA system was 

verified. 

 

From the power plot recorded in PVOutput.org, the peak power happened around the noon on 

Dec. 10, 2023, which coordinated with the common solar irradiation pattern. Since it was a day 

during winter in Canada, the period when solar power was available was relatively short: only 

between 8:15 am and 3:10 pm, there was output power from the PV panel. At 3:15 pm when the 

light bulb was turned on, the battery voltage immediately dropped 0.9 V from 13.4 V. This is due 

to the voltage drop by the battery internal resistance with the increased load. The battery steadily 

decreased overtime when the bulb was on was due to the discharge of the battery. Since the PV 

panel output power was not comparable to the power consumed by the bulb (50 W), the battery 

voltage declined at the rate of 0.1 V every 20 minutes. After the bulb was disconnected with the 
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circuit, the battery voltage rose to 12.6 V, and finally 12.7 V during the steady state. During Dec. 

12, 2023 noon when the output power from the PV panel was larger, the decreasing rate of the 

battery was 0.4 (=12.5-12.1) V in 255 minutes, which was slower than 0.4 V in 150 minutes on 

Dec. 10, 2023. This is attributable to the PV panel which was also charging the bulb, leading to 

lesser power consumed from the battery. 

 

The power consumption of the components is listed in Table 3-6. Nordic Semiconductor® Power 

Profiler Kit II was used to measure the power consumption of Arduino® UNO R4 Wi-Fi with 

and without establishing Wi-Fi connection. The power consumption of INA3221 voltage module 

is from its datasheet. The overall power consumption is therefore between 100.35 mA and 

120.35 mA, which is energy efficient compared to commercial products of which the power 

consumption is at watt level [29-31]. The cost breakdown of the proposed SCADA system 

monitoring standalone PV systems is also presented in Table 6. In [56-58], the system costs are 

C$ 107, C$ 210, and C$ 760, respectively. They are less cost-effective than the proposed 

SCADA system in this section, which costs only C$ 42.15. The usage of PVOutput.org and 

BTeD application are free of charge. 

 

Table 3-6 Power consumption and price breakdown of the proposed system. 

Components Current Consumption 

Unit Price 

(C$) 
QTY 

Arduino® 

UNO R4 

Wi-Fi 

~120 mA (with Wi-Fi 

connection) 

~100 mA (without Wi-Fi 

connection) 

36.99 1 
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INA3221 

Voltage 

Monitor 

~350 ëA 5.16 1 

Overall 100.35 mA ï 120.35 mAre C$ 42.15 

 

3.5 Conclusion 

In this chapter, a new design of HMI and a data storage solution featuring remote, extensive, and 

low-cost was proposed in the SCADA system for monitoring standalone PV systems. A PV 

system and its SCADA system were built to verify the effectiveness of this design. The PV 

system comprised a PV panel, a solar charging controller, a backup battery, and a bulb. The 

SCADA system consisted of the Arduino UNO R4 Wi-Fi as the RTU, the BTeD as the HMI, the 

PVOutput.org as the data historian, an INA3221 voltage monitor as the sensor, and a PC as the 

MTU. By using BTeD, the output power from the PV panel was successfully displayed in the 

application interface via the BLE connection between the mobile and the RTU. A 55 seconds 

was the maximum time period to allow the data to be presented at the same screen. The remote 

and extensive data storage was achieved by PVOutput.org. The PV panel output power and the 

battery voltage were uploaded to this website via Wi-Fi every five minutes. Data before 14 days 

were automatically simplified by the website into daily generated energy, peak power, peak time, 

etc. The recorded solar power matched the solar radiation pattern, and the recorded battery 

voltage varied accordingly with the load status and the PV output power. This novel design of 

the SCADA system was revealed to be effective on monitoring the standalone PV system. 
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Chapter 4. An Open-Source SCADA Architecture for 

Photovoltaic System Monitoring using ESP32, Banana 

Pi M4 and Node-RED 

4.1 Introduction 

To monitor and control industrial process in different sectors, such as power generation systems, 

agriculture [59], and biogas [60], Supervisory Control and Data Acquisition (SCADA) systems are 

developed. Explicitly in the case of photovoltaic (PV) systems, the SCADA systems can 

optimize PV system performance [61]. The main components of a SCADA system incorporate 

field instrumentation devices (FIDs), Remote Terminal Units (RTUs), the main SCADA server 

or master terminal unit (MTU), and Human-Machine Interface (HMI) devices. FIDs are used as a 

part of SCADA system to collect data that is critical to be used in industrial production, such as 

current, pressure, temperature, voltage. FIDs and RTUs can communicate over wireless or wired 

communication protocol resulting in efficient data communication. In general, RTUs are 

physically placed in distributed regions for data communication and processing. In addition to 

serving the purpose of communication with MTUs, RTUs can control FIDs as well. In contrast, 

MTUs are at central location and serve the purpose of data communication, data storage and 

hosts the main server.  

 

The architecture of SCADA system has gone through a significant change since its first 

utilization. Monolithic SCADA as the first generation, represents a standalone framework where 

the RTUs are connected to the MTU via wide area networks (WANs). The RTUs and the MTU, 

if not manufactured by the same vendor, often cannot communicate with each other due to the 
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proprietary communication protocols. Distributed SCADA stands for the SCADA system that 

uses local area network (LAN) to achieve communication between each operation station and 

uses WANs between the RTUs and the corresponding operation stations [62]. This architecture 

facilitates system miniaturization by assigning each operation station different functions. For 

example, an operation station that solely exchange data with the RTUs or provides the HMI to 

the operator can be made smaller. [63] Networked SCADA lifts the vendor limitation by adopting 

standard communication protocols, e.g. Ethernet and transmission control protocol 

(TCP)/internet protocol (IP). IoT SCADA as the fourth generation introduces IoT technology 

and cloud services into the traditional SCADA field, promoting the modernization of industry or 

Industry 4.0 [64]. Unlike networked SCADA, more diverse devices can be utilized in IoT 

SCADA, such as smart sensors. Moreover, cloud services including storage, servers, software, 

computing can be integrated in IoT SCADA. Applications of IoT in industry context including 

digital twins and prediction of system failure have advanced the industrial automation to a large 

extent [65]. The conventional SCADA systems every so often offers high costs and complexity 

[66] leaving a challenge for small scale and cost-sensitive PV systems. Besides, scalable, and 

flexible SCADA systems are gaining attention in response to the development of renewable 

energy industry. Renewable resources can be abundant in remote areas, where the integration of 

IoT adds to the information flow. Moreover, the high cost of proprietary SCADA systems 

prevents the massive adoption of small-scale PV installations, while low-cost solution can be 

proposed by using IoT architecture. The adoption of Internet of Things (IoT) in SCADA systems 

utilize connected devices and sensors via Internet Protocol (IP) networks to collect and analyze 

data, offering improved flexibility, scalability, and cost-effectiveness [67]. As a result of IoT, 

more PV installations with different nominal capacity, from small rooftop arrays to large solar 

farms, located in remote or urban areas, can employ scalable SCADA system.  
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Message Queuing Telemetry Transport (MQTT) is a communication protocol running over 

TCP/IP. Based on publish/subscribe mechanism, MQTT is a lightweight, open, and easy-to-

implement solution. The MQTT broker separates the publisher from the subscriber, routing the 

message by their topic [68]. This architecture encourages the integration of low-bandwidth 

devices in IoT context where numerous RTUs and MTUs with limited processing power can be 

present [69]. Prevalent in IoT field, MQTT in IoT-based SCADA systems can be achieved by 

Node-RED, an open-source programming tool. With the flow-based interface, developers can 

quickly connect devices and create interactive dashboards to display the monitored variables [70]. 

The reduced complexity makes Node-RED a practical option for efficiently handling data 

transmission via MQTT and visualization in real-life scenarios.  

 

As a part of this study, an open-source SCADA system based on IoT for monitoring a PV system 

has been proposed. Voltage sensors and current sensors are specified as F031-06 0-25 V voltage 

sensor module and ACS712 current sensor module. Monitored voltages and currents are first 

collected by these analog sensors and the connected RTU ESP32 module, and then data is 

transmitted to the MTU Banana Pi M4 Berry via Wi-Fi connection. By utilizing the open-source 

programming tool Node-RED running on the MTU, our solution for PV system monitoring can 

be easily replicated by developers. The adoption of MQTT protocol between the RTU and the 

MTU requires minimum bandwidth while ensuring reliable and real-time communication within 

the SCADA system. The design SCADA system incorporates the low-cost components such as 

FIDs, RTUs and MTU make the proposed cost-effective as a whole. To add to this, the proposed 

SCADA system is experimentally validated which ensures the reliability of this work.  
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Following is the outline of the rest of the section. A review of related literature is presented in 

Section 4.2. In Section 4.3 and 4.4, the system description and the components used throughout 

the course of this study are introduced. In Section 4.5, the implementation methodology is 

covered. In Section 4.6, the experimental setup and results are demonstrated. Section 4.7 

highlights the discussion part of this section. The conclusion of this section is provided in 

Section 4.8. Co-authorship statement comprises Section 4.9. 

 

4.2 Related Works 

The authors of [71] designed a remote monitoring and control system for a PV based water 

pumping system. For field data acquisition, a light dependent resistor (LDR) module to measure 

the sunlight, and an ultrasonic sensor to measure the water tank level, are connected to Arduino 

UNO R3. Also equipped with a SIM800L module, the global system for mobile communication 

(GSM) connectivity is added to the Arduino UNO R3. The Raspberry Pi 2 works as a server 

hosting Node-RED platform and the data storage unit collecting sensor readings from the 

Arduino UNO R3 via SMS commands. Another GSM module is added to the Raspberry Pi 2 to 

enable the SMS updates between it and the Arduino UNO R3. Received data are processed to 

CSV files, including timestamps, water level readings, and the pump status. An android 

application can check the PV pumping system status and turn on/off the pump over SMS and 

query the historic data from the Raspberry Pi 2 using the MQTT protocol via Ethernet. This 

research utilizes GSM to achieve remote monitoring as a part of their work. In [72], an IoT-based 

wireless data acquisition and control system for PV modules was introduced. For the hardware 

setup, the authors use three NodeMCU Wi-Fi modules flashed with Tasmota firmware and that 

are responsible for collecting sensor readings, servo motor control, and controlling relays for 
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ON/OFF control, respectively. Sensors include a voltage and a current sensor, a luminosity 

sensor, an ambient temperature, and humidity sensor, and four waterproof temperature sensors. 

They are all mounted on one PCB. Another hardware component is a Raspberry Pi running 

Raspbian OS, with software packages installed, NodeRED for data handling, InfluxDB for data 

storage, Grafana for data visualization, and WireGuard VPN for remote access. The overall 

system performance is validated in terms of data accuracy, latency times in communications, 

CPU computational and thermal performance benchmark, and sampling rate. The sole focus of 

this study was PV module performance under open circuit condition, not considering the realistic 

performance impact from other common parts such as charging controller, the battery, and the 

load.  

 

The researchers in [73] developed a novel system to track maximum power point (MPP) of PV 

panels under partial shading based on artificial vision. A wireless network node (WSN) powered 

by the PV panel consists of a MCU ATmega328P, a RF transceiver ATmega128RFA1, an 

external ADC, a battery, and a buck-boost converter. A coordinator node is ATmega128RFA1 

microcontroller that receives sensor readings from or sends the control signal to the WSN. The 

coordinator node connects with a webcam and a Raspberry Pi. The computer vision algorithm 

requires the input voltage, input current of the DC-DC converter, the ambient temperature, and 

the webcam images of the PV panel, to generate the reference voltage of the DC-DC converter. 

The duty cycle control signal can be also generated and sent to the WSN by the coordinator node. 

The Raspberry Pi runs the computer vision algorithm, obtains the reference voltage for the MPP, 

and calculates the duty cycle of the DC-DC converter.  The authors claim their remote 

monitoring and control system has efficiency of more than 99% even under partial shading 

conditions.  
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An open-source SCADA system to monitor the PV panel and the backup battery was designed in 

[74]. The microcontroller ESP32 Thing measures and collects the PV panel voltage, the PV panel 

current, and the backup battery voltage through the connected sensors. The sensor readings are 

then sent to the Thinger.IO local server running on the Raspberry Pi 2 via a local Wi-Fi network 

for saving data, monitoring in real time, and controlling remotely. HMI dashboards are created 

over the Thinger.IO server to facilitate the monitoring and supervisory control. Two system 

configurations are tested, where the Raspberry Pi is connected to either Ethernet or the LAN port 

of a local Wi-Fi router, with the latter being industrial network. This work adopts the modern 

SCADA architecture, which is IoT-based. The authors of this study claim their work is low-cost, 

low-power, and open-source. As a part of [75], an IoT platform for online monitoring of 

renewable energy systems is developed. A grid-connected PV station in Saharan environment is 

taken as the case study to validate the effectiveness of the proposed system. LA-25NP current 

sensor and LV-25P voltage sensor as the FIDs are connected to an ESP32 (RTU) with Wi-Fi 

module. An ADSL Wi-Fi router as the gateway achieves communication between the ESP32 and 

the main server through MQTT protocol. A website displays the monitored data in graphic form, 

and a MySQL database manages and stores the collected data. According to the researchers, this 

work is low-cost, IoT-based, and suitable for harsh environments, such as the desert. An 

industrial IoT system with redundant network architecture was presented in [76] to remotely 

monitor a solar plant. The computing module of Raspberry Pi 4 combined with a Waveshare 

board acts as the MTU and the RTU at the same time. Collected data from the pyranometer and 

environmental sensors are transmitted to the MTU via RS485 for Modbus communication. A 

SIM7600G-H-PCIE module resolves the cellular communication from the MTU to the operation 

center, by deploying VPN tunnels. Irradiance, temperature, generated power, and process flow 

are presented by Grafana visualization. In this study, the authors suggest that resilience can be 
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ensured by using a redundant mechanism in which the backup node takes over the master role 

when the master node is unreachable.  

 

Another study [77] proposes an IoT based system for monitoring of PV fuel cell system. The DC 

power output from the combination of PV array and the fuel cell were monitored by sampling the 

voltage and current. ATMega2560 as the RTU first collected the monitored voltage and current, 

and then sent to the NodeMCU ESP8266 module through serial communication. Finally, 

ThingSpeak platform received the data from the ESP8266, and displayed them graphically. This 

work enables the real-time and remote monitoring for a PV fuel cell system that can be applied 

in residential areas. As reported in [78], the authors used supervisory control and data acquisition 

(SCADA) data to check the soundness of the blades following a lightning strike in order to 

increase up-time by quickly resuming operations, in response to a number of reports about blade 

damage following lightning strikes on wind turbines. In [79], the authors present a framework for 

developing Intrusion Detection System (IDS) for SCADA-based power systems using machine 

learning, which incorporates effective modeling methods, such as data preprocessing, data 

augmentation, automated feature selection, rigorous training, and testing. For the purpose of 

substantiating our proposed design framework, we used a publicly available ORNL (Oak Ridge 

National Laboratory) dataset. 

 

An approach to apply SCADA systems in the industrial control systems is presented in [80]. A 

multilayer architecture for SCADA control is presented, along with aspects of interoperability 

and interconnectivity within the architecture reference models, as well as research opportunities 

and challenges arising from the recent rapid increase in industrial control system complexity and 

digital transformation. In this study, the authors investigate the issue of proprietary SCADA 
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systems and demonstrate how SCADA quality requirements are related to new technology 

adoption in steel manufacturing. In important infrastructure as power, telecommunication, 

transportation, and manufacturing plants, SCADA systems provide monitoring and control. The 

authors of [81] believe that the SCADA system operating in connection of internet is vulnerable 

as compared to the isolated SCADA systems. As a result, the security of SCADA systems is 

gaining attention. In addition, they discuss some high-impact security incidents, objectives, and 

threats. The authors in [82] use SCADA to connect the lower central controller to the upper WEB 

monitoring system, which is the hub of a microgrid intelligent monitoring platform. Using Java 

as middleware, the designed system provides communication and control functions between the 

central controller and the upper monitoring system. As part of the microgrid's security and 

stability, the SCADA system executes real-time data acquisition, storage, load balancing, 

resource recovery, and security processing simultaneously. The researchers in [83,84] developed a 

monitoring and control system for renewable energy generation in context of Peer-to-Peer (P2P) 

energy trading. The proposed system in their study is hosted on a private network, while they 

used ESP32 as an IoT server. The authors of this study believe that their system is low-cost and 

low power. 

 

Authors of [85] proposed a highly customizable SCADA platform based on the industrial IoT 

(IIoT) concept. Modbus TCP protocol was used to achieve communication between the PLC and 

Node-RED, while MQTT protocol was used for communication between Node-RED and two 

MQTT clients (MQTT.fx in Windows OS and MQTTClient in iOS). Experiment results indicate 

that 1) the PLC simulated by Mod_RSsim can successfully publish the status code of the motors 

to the Node-RED dashboard via Modbus TCP; 2) the two MQTT clients can successfully publish 

to and subscribe from the Node-RED dashboard via MQTT. This paper contributed to the 
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conceptualization of applying IoT in SCADA system, providing a framework for future practical 

scenarios. A Node-RED based SCADA architecture for a hybrid power system was implemented 

in [56]. One voltage sensor and five current sensors were collecting the hybrid power system 

parameters, sending to Node-RED platform running on Windows OS via a USB cable from 

Arduino Mega2560. A Wio terminal was also utilized to display the monitored parameter. This 

work serves as an alternative to implementing the SCADA system without IoT architecture. 

Furthermore, this work focused on monitoring more than control in SCADA implementation.    

During the course of this study a considerable amount of literature has been reviewed and some 

of the useful parts have been summarized in the above section of this article. According to the 

literature reviewed and the best of authors knowledge no such SCADA system has been 

identified that uses Banana Pi M4 Berry to host Node-RED based IoT server and uses MQTT 

protocol over a private network for remote monitoring. The designed SCADA system during the 

course of this study is the first of its kind with the following key contributions.  

 

¶ The proposed open-source SCADA system utilizes the latest IoT architecture configured 

over the Banana Pi M4 Berry that provides all remote monitoring and control capabilities 

essential for the operation of PV systems in remote locations. 

¶ Node-RED an open-source platform, and commercially available components utilized in 

the system design facilitate scalability of the system, including the choice of 

communication channels and the number of sensors. 

¶ A two-step load cut-off mechanism is provided in the designed system: 1) An operator of 

SCADA system can manually shut down the relay with just a tap using the intuitive user 

interface (UI) when necessary. 2) When the monitored battery voltage falls below a pre-
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set threshold, the relay will automatically turn off featuring the over discharge protection 

of the battery. 

 

4.3 System Descriptions 

An illustration of the proposed SCADA system can be found in this section of the section. Figure 

4-1 provides an overview of the SCADA system design presented in the chapter. An ESP32-E 

serves as RTU in the system design, on the other hand Banana Pi M4 Berry acts as the MTU. In 

the design SCADA system ESP-32-E is used for data collection from the FIDs, where voltage 

sensors are connected in parallel arrangements while the current sensors are connected in serial 

settings to the PV panel, battery, and load. A control signal is generated by the ESP32-E when 

the battery voltage falls below the threshold level, thereby turning off the relay and the load. As a 

part of system design, we have used a Wi-Fi router to establish a private network, enabling 

wireless communication between the ESP32-E and the BPI-M4 Berry. Under MQTT protocol, 

the ESP32-E publishes messages with different topics; meanwhile the BPI-M4 Berry subscribes 

to the same topics, receiving the messages in real time. The Node-RED based local server 

configured on the BPI-M4 Berry communicates with ESP32-E and stores the data received using 

FIDs on the BPI-M4 Berryôs local storage, which is 8G eMMC flash. It is also accessible for 

data visualization over UI by browsing localhost. 
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Figure 4-1 Overview of proposed SCADA Design. 

 

4.4 SCADA System Components 

This section describes the hardware and software components used as a part of the system design. 

It includes Banana Pi (BPI) M4 Berry which serves as MTU, ESP32-E as the RTU, Node-RED 

as a part of the system is used to developed locally accessible UI of the proposed SCADA 

system and to implement MQTT protocol. Furthermore, the system also includes three voltage 

sensors and three current sensors for measuring voltage and current, respectively. 

4.4.1 Banana Pi M4 Berry 

The BPI-M4 Berry development board is a Single Board Computer (SBC) powered by the 

Allwinner H618 System-on-Chip (SoC). Figure 4-2 shows the physical representation of BPI-M4 

Berry. Compared to the well-regarded Raspberry Pi 4b, BPI-M4 Berry is more powerful and 
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commonly available at a price much lower than that. BPI-M4 Berry has full HDMI connector 

and M.2 PCIe 2.0 slot missing in other single-board computers. Equipped with a comparable 

CPU capacity, it also includes 2 GB of LPDDR4 memory, 8 GB of embedded Multi-Media 

Controller (eMMC) storage, and integrated Wi-Fi and Bluetooth capabilities. Banana Pi M4 

Berry also offers a Gigabit Ethernet (GbE) RJ45 connector, a 40-pin header, and four USB ports. 

The specifications of BPI-M4 Berry are listed in [86]. With its features, the BPI-M4 Berry board 

supports a broad range of applications including media processing, the IoT, and entertainment 

sectors. As a part of the proposed SCADA system design, we used BPI-M4 Berry as the MTU to 

host the main data server over a locally established Wi-Fi network, establishing communication 

with the ESP32-E, and to store the collect sensor readings locally. 

 

Figure 4-2 BPI-M4 Berry. 
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4.4.2 ESP32-E 

In the ESP32 series, the FireBeetle 2 ESP32-E is a competent micro-controller board using ESP-

WROOM-32E module, featuring the dual-core processor architecture, and Wi-Fi and Bluetooth 

communications [35]. Its compact size, high energy efficiency, and inclusion of an integrated 

charging circuit are advantages for multiple applications such as smart home and IIoT solutions. 

The significant factors contributing to its selection for this research are the capability of wireless 

communication, the availability of analog pins, low cost, availability in the lab, and resourceful 

open-source tutorials. Figure 4-3 presents the pinout of FireBeetle 2 ESP32-E.  
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Figure 4-3 Pinout of the FireBeetle 2 ESP32-E 

 

4.4.3 Node-RED 

Node-RED epitomizes a paradigm of flow-based programming, a concept emphasizes a 

methodology for delineating an application's functionality through a network of encapsulated 

units, or "nodes" [87]. Figure 4-4 shows the edit dialog for the MQTT configuration node. 

Originating from IBM's Emerging Technology Services team and presently under the 

stewardship of the OpenJS Foundation, Node-RED serves as an ideal tool that enables the 

construction of applications as a series of interconnected nodes. Each node is tasked with a 

specific function: receiving data, performing an operation on this data, and then forwarding the 
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processed data onwards. This architecture not only facilitates the consistent flow of data across 

the network but enhances accessibility and comprehension to more customers. The inherent 

design of Node-RED, with its emphasis on visual representation, significantly lowers the barrier 

to entry for users across different skill levels. Through the course of this study, we used Node-

RED for easy implementation of MQTT protocol by Mosquitto Broker to transfer data and 

creating dashboards that enable real-time monitoring and control.   

 

Figure 4-4 The Node-RED MQTT node configuration interface. 
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4.4.4 Voltage Sensor 

The HiLetgo voltage detection module, capable of measuring DC voltages from 0 to 25V, 

develops a resistive voltage divider strategy for its operational methodology. Figure 4-5 depicts 

the actual image of the voltage sensor. The module interfaces with the voltage source through 

VCC and GND terminals. It incorporates a series configuration of two resistors with values of 30 

kɋ and 7.5 kɋ respectively. The output terminal, denoted as ñS,ò is positioned between these 

resistors and is intended for connection to an analog input pin on the ESP32-E development 

board. The output terminal marked ñ-ò aligns with the voltage source's ground, establishing a 

common ground with the development board. The division ratio of 7.5 kɋ to the cumulative 

resistance (7.5 kɋ + 30 kɋ) results in a fraction of 1/5, indicating that the voltage read by the 

ESP32-E represents a fifth of the actual voltage. Consequently, this requires an adjustment 

within the programming to ensure the accuracy of the voltage measurements [74]. We used 

voltage sensors in this section to measure the voltages within the PV system. 

 

Figure 4-5 0-25 V voltage sensor illustration. 

 

4.4.5 Current Sensor 

Based on the Hall effect, the ACS712 as a cost-effective and precise current sensing solution, is 

suitable for a broad spectrum of applications within both industrial and commercial sectors. 



122 

 

Figure 4-6 provides a visual representation of the ACS712 current sensor, which is capable of 

accommodating currents up to ±20 A. For implementations involving the ESP32ðcharacterized 

by a nominal voltage of 3.3 Vðit is worth noticing that the VCC and ground pin of the ACS712 

sensor interface with an voltage source supplying 5 V and ground, respectively. This setup 

ensures that the ground of the external voltage source is also interconnected with the ESP32's 

ground, fostering a common ground system. To safely interface the ACS712's output pin with an 

one of the analog pins of ESP32, a voltage divider is recommended to mitigate the risk of 

exposing the ESP32 to voltages exceeding 3.3 V [88]. The ACS712 sensor is available in three 

variants, differentiated by their optimized current measurement ranges of ±5 A, ±20 A, and ±30 

A. These variants exhibit distinct voltage-current sensitivities, spanning from 185 mV/A to 66 

mV/A, with minor errors. As a part of this section, we used the ACS712 current sensors with ±30 

A to measure the current in the PV system. 

 

 

 

Figure 4-6 Icon of ACS 712 current sensor. 
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4.5 Implementation Methodology 

In order to implement the proposed SCADA system, FIDs, including voltage and current sensors, 

are connected to an ESP32-E which serves as an RTU as a part of the system design. Voltage 

sensors are connected in parallel with the PV panel, the battery, and the load. The current sensors 

are connected in series with the PV panel, the battery, and the load. Furthermore, the relay used 

in this study is connected in series with the load and the components of the system are grounded 

properly. The Vcc pin of the current sensor is connected to the VCC pin of the ESP32-E, since 

VCC pin outputs about 4.7 volts that meets the voltage requirement of 4.5 ï 5.5 volts by the 

current sensor. Table 4-1 presents the pin configuration of RTU. 

 

Table 4-1 Sensors and their connections with the ESP32-E. 

Device # Specification A/D ESP32-E Pin # 

1 PV panel voltage sensor Analog 36 

2 PV panel current sensor Analog 39 

3 Battery voltage sensor Analog 35 

4 Battery current sensor Analog 34 

5 Load voltage sensor Analog 12 

6 Load current sensor Analog 15 

7 Relay Digital 26 

 

Figure 4-7 depicts the system flow chart. After the ESP32-E collects the sensor data, they are 

transmitted to the Node-RED platform configured on BPI-M4 Berry using MQTT protocol. The 

platform then displays the data using dashboard nodes from an installed palette named node-red- 
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dashboard and stores them in the BPI-M4 Berry local 8G flash. Algorithm 1 represents the 

pseudocode programmed in ESP32-E using Arduino IDE software.  

 

 

Algorithm 1:  Data acquisition, automatic control, display, and logging. 

Initialization; 

1. ESP32-E connects to the local TCP/IP Wi-Fi network;  

2. Voltage/current sensors measure voltages/currents from the PV panel, the battery, and the load; 

3. ESP32-E reads sensor values on Pin 36, 39, 35, 34, 12, 15; 

4. ESP32-E (MQTT publisher) sends a connect request to the Node-RED server (MQTT broker) over IP; 

While ESP32-E receives a return code of 0 do 

5. ESP32-E publishes the sensor data to the Node-RED server over the Wi-Fi network; 

6. Node-RED logs the sensor data in the local BPI-M4 Berry flash memory; 

7. Display the sensor data in Node-RED dashboards, and any other device over the Wi-Fi network; 

If  the battery voltage is less than 13 volts or subscription message from Node-RED is OFF then 

8. Turn off the relay;  

 Else 

9. Turn on the relay; 

 End 

 End 

 If  ESP32-E does not receive a return code of 0 then 

10. Print ñAttempting MQTT connectionò in Arduino IDE Serial Monitor, reconnect in 5 seconds; 

 Else 

11. Go to Step 1; 

 End 
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Figure 4-7 System flowchart. 
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4.6 Experimental Setup and Results 

To evaluate the performance and capabilities of the developed open-source SCADA architecture, 

it has been configured to monitor solar PV metricsðcurrent, voltage, and powerðwithin the PV 

installation at the PV lab in Memorial University. The hardware connections were built based on 

the system description in Chapter 4.3. Figure 4-8 depicts the experimental setup of the proposed 

SCADA system. The hardware configuration is illustrated in Figure 4-9, where CS stands for 

current sensor and VS stands for voltage sensor. 

 

Figure 4-10 represents PV installation that consists of 12 solar panels, spanning a collective area 

of 14 square meters, with each panel capable of producing approximately 130 W and 7.6 A at 

maximum. For the purposes of this test, the SCADA system was interfaced with two panels of 

the array, which consists of an output of 260 W and 15.2 A at maximum, to provide a focused 

assessment of the system's data acquisition and control functionalities. Additionally, the system 

incorporated six Maximum Power Point Tracking (MPPT) controllers and a battery bank 

comprising six lead-acid batteries to optimize and maintain energy efficiency.  
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Figure 4-8 Experimental setup at MUN ECE laboratory. 

 

Figure 4-9 Hardware implementation of the proposed SCADA system. 




























































































































